
BOARD of SUPERVISORS 

City Hall 
1 Dr. Carlton B. Goodlett Place Room 244 

San Francisco, CA 94102-4689 
Tel. No. (415) 554-5184 
Fax No. (415) 554-5163 

TDD/TTY No. (415) 554-5227 

January 6, 2023 

SENT CERTIFIED MAIL (Return Receipt Requested) 

California Building Standards Commission 
State of California 
2525 Natomas Park Drive, Suite 130 
Sacramento, CA 95833 

SUBJECT: Fire Code - Repealing 2019 Code, Adopting 2022 Code 

To Whom It May Concern: 

Pursuant to California Health & Safety Code, Section 17958.7, enclosed please find a certified copy 
of the following legislation, which was finally passed by the Board of Supervisors of the City and 
County of San Francisco, and approved by the Mayor, on the dates specified below: 

 Ordinance No. 248-22 (File No. 221103) – Ordinance repealing the existing San Francisco Fire
Code in its entirety and enacting a new San Francisco Fire Code consisting of the 2022 California
Fire Code and portions of the 2018 International Fire Code, together with amendments specific to
San Francisco, including provisions for fees for permits, inspections, and various City services,
with an operative date of January 1, 2023; adopting findings of local conditions pursuant to
California Health and Safety Code, Section 17958.7; directing the Clerk of the Board of
Supervisors to forward San Francisco’s amendments to the California Building Standards
Commission and State Fire Marshal; and making environmental findings.
(Board of Supervisors - Finally Passed on 12/13/2022) (Mayor - Approved on 12/15/2022)

If you have any questions or require additional information, please contact Erica Major, Assistant 
Clerk, at (415) 554-4441 or email Erica.Major@sfgov.org.   

Sincerely, 

Angela Calvillo 
Clerk of the Board 

em:vy:ams 

mailto:Erica.Major@sfgov.org
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AMENDED IN COMMITIEE 
FILE NO. 221103 12/5/2022 ORDINANCE NO. 248-22 

[Fire Code - Repealing 2019 Code, Adopting 2022 Code] 

Ordinance repealing the existing San Francisco Fire Code in its entirety and enacting a 

new San Francisco Fire Code consisting of the 2022 California Fire Code and portions 

of the 2018 International Fire Code, together with amendments specific to San 

Francisco, including provisions for fees for permits, inspections, and various City 

services, with an operative date of January 1, 2023; adopting findings of local 

conditions pursuant to California Health and Safety Code, Section 17958.7; directing 

the Clerk of the Board of Supervisors to forward San Francisco's amendments to the 

California Building Standards Commission and State Fire Marshal; and making 

environmental findings. 

NOTE: Unchanged Code text and uncodified text are in plain Arial font. 
Additions to Codes are in single-underline italics Times New Roman font . 
Deletions to Codes are in strikeLhre!1gh Uslies Times }lew Ranum font . 
Board amendment additions are in double-underlined Arial font. 
Board amendment deletions are in strikethrough Arial f:ont. 
Asterisks(* * * *) indicate the omission of unchanged Code 
subsections or parts of tables. 

Be it ordained by the People of the City and County of San Francisco: 

Section 1. Environmental Findings. 

The Planning Department has determined that the actions contemplated in this 

ordinance comply with the California Environmental Quality Act (California Public Resources 

Code Sections 21000 et seq.). Said determination is on file with the Clerk of the Board of 

Supervisors in File No. 221103 and is incorporated herein by reference. The Board affirms 

this determination. 

Mayor Breed; Supervisors Peskin, Chan 
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Section 2. General Background: Repealing and Replacing the Fire Code. 

The State of California adopts a new California Fire Code every three years. The 

California Fire Code consists of a model code, the International Fire Code, with amendments 

made by various State agencies with jurisdiction over the California Fire Code. The California 

Building Standards Commission issues the California Fire Code. 

The California Building Standards Commission recently issued the new California Fire 

Code (the "2022 California Fire Code"), which is based on the 2019 International Fire Code, 

and which will go into effect on January 1, 2023. A copy of the 2022 California Fire Code is 

on file with the Clerk of the Board of Supervisors in File No. 221103 and is incorporated herein 

by reference. 

Local jurisdictions are required to enforce the California Fire Code, but may enact more 

restrictive building standards than those set in the California Fire Code where those more 

restrictive standards are reasonably necessary due to local conditions caused by climate, 

geology, or topography. Such local amendments to building standards are not effective until 

the required findings are locally adopted and sent to the California Building Standards 

Commission. 

As in past three-year code cycles, this ordinance repeals San Francisco's existing Fire 

Code (the "2019 San Francisco Fire Code") and enacts a new Fire Code (the "2022 San 

Francisco Fire Code"). The 2019 San Francisco Fire Code incorporated by reference the 

2019 California Fire Code (Title 24, California Code of Regulations, Part 9), including 

appendices adopted by the State. In addition, the 2019 San Francisco Fire Code 

incorporated by reference, except as expressly deleted, modified, or amended, those portions 

of the 2018 International Fire Code that were not adopted by the California Building Standards 

Commission in the 2019 California Fire Code. The 2019 San Francisco Fire Code also 

Mayor Breed; Supervisors Peskin, Chan 
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included amendments specific to San Francisco, some enacted when the 2019 San Francisco 

Fire Code was enacted, and some enacted later. 

The 2022 San Francisco Fire Code incorporates by reference, except as expressly 

deleted, modified, or amended herein, the 2022 California Fire Code (Title 24, California Code 

of Regulations, Part 9), including appendices adopted by the State. In addition, the 2022 San 

Francisco Fire Code incorporates by reference, except as expressly deleted, modified, or 

amended herein, those portions of the 2021 International Fire Code that were not adopted by 

the California Building Standards Commission in the 2022 California Fire Code. The 2022 

San Francisco Fire Code also includes amendments specific to San Francisco. 

Section 3. Findings Regarding Local Conditions. 

The City and County of San Francisco (the "City") is unique among California 

communities with respect to local climatic, geological, topographical, and other conditions. 

Among other things, (1) certain buildings/occupancies in San Francisco are at increased risk 

for earthquake-induced structural failure and consequent fire due to local hazardous 

microzones, slide areas, and local liquefaction hazards; (2) certain buildings/occupancies in 

San Francisco are at increased risk of fire due to high density of buildings on very small lots, 

with many buildings built up to the property lines; (3) the topography of San Francisco has led 

to development of a high density of buildings on small lots, necessitating special provisions fo 

exiting, fire separation, or fire-resistive construction; (4) many buildings are built on steep hills 

and narrow streets, requiring special safety considerations; (5) additional fire, structural, and 

other protection is required due to high building density and crowded occupancy; and (6) the 

City is experiencing a surge in high-rise and super-high-rise development, requiring special 

safety considerations. Because of the great density of buildings, occupants, and pedestrians 

in San Francisco, fires in San Francisco can be especially devastating. 

Mayor Breed; Supervisors Peskin, Chan 
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California Health and Safety Code sections 17958 and 17958.5 allow the City to 

change or modify requirements contained in the provisions published in the California Building 

Standards Code, including the California Fire Code, when the City determines that those 

changes or modifications are reasonably necessary because of local climatic, geological, or 

topographical conditions. California Health and Safety Code section 17958. 7 provides that 

before making any such changes or modifications, the locality's governing bo~y must make an 

express finding that such changes or modifications are reasonably necessary because of 

specified local conditions, and those findings shall be filed with the California Building 

Standards Commission. A list of the "Standard Findings for San Francisco Fire Code 

Amendments" and "2022 San Francisco Fire Code Findings," providing a section-by-section 

statement of the reasons for each deviation from the 2022 California Fire Code, are included 

in "Exhibit A" to this ordinance, which is on file with the Clerk of the Board of Supervisors in 

File No. 221103, and which is hereby declared to be a part of this ordinance as if set forth fully 

herein. 

Pursuant to the applicable California Health and Safety Code sections, the Board of 

Supervisors hereby finds and determines that the local climatic, geological, and topographical 

conditions described above constitute a general summary of the most significant local 

conditions compelling variance from the California Fire Code. Further, the Board of 

Supervisors hereby finds and determines that, as set forth in Exhibit A, the proposed 

variances are reasonably necessary based on these local conditions, and that these 

conditions justify more restrictive standards applicable to buildings and occupancies in San 

Francisco. 

Section 4. Repeal of 2019 San Francisco Fire Code; Adoption of 2022 San Francisco 

Fire Code. 

Mayor Breed; Supervisors Peskin, Chan 
BOARD OF SUPERVISORS Page 



1 

2 

3 

4 

5 

6 

7 

8 

9 

10 

11 

12 

13 

14 

15 

16 

17 

18 

19 

20 

21 

22 

23 

24 

25 

(a) The 2019 San Francisco Fire Code is hereby repealed in its entirety. The 2019 

San Francisco Fire Code being repealed consists of Ordinance 255-19, as amended by 

Ordinance 077-21. These ordinances are available on the website of the Board of 

Supervisors, and in Board File Nos. 190866 and 210259, respectively. 

(b) The 2019 San Francisco Fire Code is hereby replaced with the 2022 San 

Francisco Fire Code. The 2022 San Francisco Fire Code incorporates by reference Title 24, 

California Code of Regulations, Part 9, including appendices adopted by the State (the "2022 

California Fire Code"), except as expressly deleted, modified, or amended herein. In addition, 

the 2022 San Francisco Fire Code incorporates by reference, except as expressly deleted, 

modified, or amended herein, those portions of the 2021 International Fire Code that were not 

adopted by the California Building Standards Commission in the California Fire Code. 

(c) The following provisions supplement, modify, amend, or delete specified provisions 

of the 2022 California Fire Code and the 2021 International Fire Code. The prefix "[For SF]" 

denotes a 2022 San Francisco Fire Code provision that replaces all or part of a corresponding 

section from the 2022 California Fire Code or 2021 International Fire Code. Where a 2022 

San Francisco Fire Code provision has no analog in the 2022 California Fire Code or 2021 

International Fire Code, it does not appear with a "[For SF]" prefix. 

CHAPTER 1. -SAN FRANCISCO GENERAL CODE PROVISIONS. 

DIVISION L - SAN FRANCISCO ADMINISTRATION. 

SECTION 1.1. 

The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

1.1.1. [For SF[ Title. 

Mayor Breed; Supervisors Peskin, Chan 
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These regulations shall be known as the 2022 San Francisco Fire Code. may be cited as such, 

and will be referred to herein as "this code. " This code incorporates by reference the 2022 California 

Fire Code (Title 2-1. California Code of Regulations. Part 9), including appendices adopted by the 

Stale, except for those portions o(the 2022 California Fire Code that are expressly deleted. modified. 

or amended herein. In addition. this code incorporates by reference those portions o[the 2021 

International Fire Code that were not adopted bv the California Building Standards Commission in the 

2022 Cal~fornia Fire Code. except for those portions ofthe 2021 International Fire Code that are 

expressly deleted. modified, or am.ended herein. 

1.1.2.1. Promotion of General Welfare. 

In undertaking the adoption and enforcement ofthis code, the City and ountv of San Francisco 

is assuming an undertaking only to promote the general welfare. It is not assuming. nor is it imposing 

on itself or its officers and employees, an obligation for breach of which it is liable in money damages 

to any person who claims that such breach proximately caused iniury. 

1.1.8.3. Adoption of New Code. 

The Chiefofthe San Francisco Fire Department (hereinafter "Fire Department" or "SFFD ' ) 

shall review all adoptions ofthe California Fire Code by the California Building Standards. 

Commission. Within 180 days ofpublication of such adoptions, the Chief shall recommend to the 

Board of Supervisors, through the Fire Commission, more restrictive standards as are reasonably 

necessary to accommodate local climate, geological, or topographical conditions. This section does 

not prohibit amendments to this code in the interim between code adoptions by the California Building 

Standards Commission. 

DIVISION II. -ADMINISTRATION. 

Mayor Breed; Supervisors Peskin, Chan 
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PART I. - GENERAL PROVISIONS. 

SECTION 101. - (DELETED/. 

Section 101 of the International Fire Code is deleted. 

SECTION 102. -APPLICABILITY. 

102.3.1. Group E. 

All schools shall register with the San Francisco Fire Departrnent 's Bureau of Fire Prevention 

prior to occupancy. 

The following San Francisco Fire Code section replaces the International Fire Code section: 

102. 6. [For SF[ Historic Buildings. 

The provisions of this code relating to the construction, alteration. repair. enlargement, 

restoration. relocation or moving of buildings or structures shall not be mandatory for existing 

buildings or structures identified and classified bv the state or local iurisdiction as historic buildings 

i,i here such buildings or structures do not constitute a distinct hazard to lif'e or propel·(}. 

SECTION 103. 

Section 103.1 through 103. 3 of the International Fire Code are deleted. 

SECTION 104. - GENERAL AUTHORITY AND RESPONSIBILITIES. 

104.1.1. Administrative Bulletins. 

The Fire Depanmen1 is authorized to issue Administrative Bulletins that establish or clarify 

requirements unde,- this code. provide interpretations o(this code, and set policies and procedures of 

the Bureau o{Fire Prevention. These bulletins shall be posted on the Fire Department's 1-1 ebsite. 

Mayor Breed; Supervisors Peskin, Chan 
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104.1.2. NewAdmittistrative Bulletins~· Revisions to Existing Admbzistrative Bulletitzs. 

When the fire code official determines that it is appropriate to develop or revise an 

Administrative Bulletin ('Bulletin"). the Fire Department shall post the proposed new or revised 

Bulletin on its website for 30 davs. and provide notice of that Bulletin to parties who hen e registered to 

receive notice on the Department 's v. ebsite. The posting shall include instructions for prm iding 

written comments on the proposed Bulletin and notice ofa public hearing regcn·dtng the proposed 

Bulletin. The fire code o-fficial shall conduct a public hearing on the proposed Bulletin to obtain public 

comment. The hearing shall be held after the 30-day posting period. The Fire Commission shall 

approve any proposed nevi ot revised Bulletin. at a noticed meetifig. A Bulletin shall not be effecth e 

until approved by the Fire Commission. The fire code official and the Fire Commission. mav amend the 

proposed Bulletin during the approval process without re-posting the Bulletin for 30 days. 

104.6.2.1. Inspection Photographs. 

The fire code official is authorized to take photographs during inspections as deemed 

appropriate by the fire code official. 

104.11.2. Investigation Photographs. 

The fire code official is authorized to take photographs during fire im estigations as deemed 

appropriate bv the fire code official. 

104.11.3. Reward. 

The Mayor is authorized to offer a reward for the arrest and conviction o(anv person found 

guilty o{arson or attempted arson according to the California Penal Code. 

SECTION 105. -PERMITS. 

Mayor Breed; Supervisors Peskin, Chan 
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The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

105.1.1. (For SF/Permits Required. 

Any person who engages in an acti1 ity for which an operational permit is required under 

Section 105.5 shall obtain the appropriate permit from the fire code official prior to engaging in the 

activity. Any person installing or modifjling systems or equipment that require con, !ruction permits 

under Section 105. 6 hall obtain a building permit ·from the San Francisco Department of Building 

Inspection prior to the start o(work Any person applying for a pe77nit shall pay permit fees. as 

required by Section 10 , and any fees required by other departments as applicable, prior to the 

applicable Department issuing the permit. The permit holder shall keep the permit on the premises 

designated therein at all times and shall make the permit readily available for inspection by the tire 

code official. 

The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

105.1.3. [For SF/Multiple Permits for the Same Location. 

When more than one Fire Department permit is required for the same location, the fire code 

official may consolidate the permits into c1 single permit at lhe time o(issunnce. The applicant shall 

pa1 a fee for permit consolidation a specified in Section 107.2.1. 

The following San Francisco Fire Code section replaces the corresponding International Fire 

Code section: 

105.2.3. {For SF[ Time Limitation o{Application. 

Mayor Breed; Supervisors Peskin, Chan 
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The fire code official is authorized to cancel a permit application when the applicant fails to 

~make corrections or to provide additional inf@rmation t:equired by the fire code official within 180 davs 

a!ier -filing the application. 

105.2.5. Hearing for Certain Permits. 

Certain permit applications are subiect to hearings in accordance with San Francisco Business 

and Tax Regulation Code, Article 1, Section 22. 

The following San Francisco Fire Code section replaces the corresponding International Fire 

Code section: 

105.3.1. [For SF/ Expiration. 

An operational permit shall remain in effect until re-i.wmed. renewed, or re1 oked. or [or such a 

period of time as STJecified in the permit. ConstFuction permits shall be administered through the San . 
Francisco building permit process in accordance with the San Francisco Building Code. Permits are 

not transferable, and a new permit is required for any change in occupancy. operation. tenancy. or 

ownership. 

105.3.9. License. 

When San Francisco Business and Tax Regulation Code. Article J. Section 23, requires a 

license in coniunction with the issuance of a permit. the fire code official shall forward an appro1 ed 

permit to the Tax Collector for issuance. 

Exception: Permits for permitted activities occurring on Port of San Francisco _property are 

administered separately. 

Mayor Breed; Supervisors Peskin, Chan 
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The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

105.5.25. (For SF/ Hot Work Operations. 

An operational permit is requtred for hot work including, but not limited to: 

1. Public exhibitions and demonstrations where hot work is conducted 

2. Use o(portable hot work equipment in,<iide a structure. 

Exception: Work that is conducted under a construction permit. 

3. Fixed-site hot work equipment such as welding booths. 

4. Hot work conducted ·within a wildfire risk area. 

5. pplication ofroofcoverings and anv other as ociated ·work ·while roofing or waterproofing 

the exterior surfaces ofa building with the use o[an open-flame d<n ice. 

6. When approved. the fire code o[ficial shall issue a permit to can out a hot work program. 

This program allow approvedpersonnel to regulate their fctcility 's hot work operations. The approve 

personnel shall be trained in. the fire safetv aspect. denoted in thL~ chapter an.d shall be responsible for 

issuingpermits requb·ing compliance with the requirementsfound in Chapter 35. These permits shall 

be issued only to their enwlovees for hot work operations under their supervision. 

The follo..,,11ing San Francisco Fire Code section replaces the corresponding International Fire 

Code section: 

105.5.29. (For SF/ LP-Gas (Liquified Petroleum Gas). 

An operational permil is required for storage and use of LP-gas. 

Exception: A permit is not required Lo use one LP-fueled cooking de , ice per building or to tore 

one additional cylinder with a 20 lb. (9.J kg) aggregate water capacitv outside ofthe building of 

residential occupancies. See Section 308.1.4 [or additional requirements. 

Mayor Breed; Supervisors Peskin, Chan 
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The following San Francisco Fire Code section replaces the corresponding International Fire 

Code section: 

105.5.35. [For SF[ Opefl Flame and Torches. 

An operational permit is required to use a torch or open-flame device in a wildfire risk area. 

The follo-,,,11ing San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

105.5.38. {For SF[ Outdoor Assembly Event. 

An operational permit is required to conduct an outdoor assemblv event where planned 

attendance meets either of the follo,,,. ing: 

I. The event is enclosed bv a temporarv or permanent fence. barricade. or similar enclosure 

and exceeds 500 persons. 

2. The event exceeds 1000 persons in anv outdoor area. 

105.5.55. Lead-Aeid Batten1 SJ stems. 

An opercitional permit i required for stationcny storage sy tems having a liquid capacity of 

more than 50 gallons (189L) of electro/ te. 

105.5.56. Mobile Food Vendor Carts. 

An operational permit is required for nwbile food vendor carts equipped with appliances that 

use flammable gases. flammable liquids. compressed gases, open flames or other energy source(s). 

105.5.57. Mobile Fueling (Dispe11sing). 

An operational permit is required for mobile fueling operations carrying a liquid capacity in 

excess o{JO gallons (38L). in aggregate. o[flammable or combustible liquids. 

Mayor Breed; Supervisors Peskin, Chan 
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105. 5. 59. Mobile Fueling Location. 

An operational permit is required for each location where mobile fueling operalions will occur 

as part of a regular deliverv service into ehicles not associated with a construction site. 

105.5.60. Indoor Cannabis Cultivation. 

An operational permit is required to cultivate cannabis inside am building. green house. pier, 

shed. or any other structure. 

105.5.61. Emergencv Responder Comnumicatio11 Coverage Svstem. 

An operational permit is required to operate an emergency responder communication coverage 

svstem (ERRCS). 

105.6.25. [For SF[ Car Stacking Parking Systems. 

A construction permit is required lo install car stacking parking systems in buildings. 

The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

106.1. [For SF[ Submittals. 

Construction permit applicants shall submit documents and supporting data in accordance with 

procedures established in the 2022 San Francisco Building Code and San Francisco Fire Department 

Administrative Bulletins when applicable. 

The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

Mayor Breed; Supervisors Peskin, Chan 
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106.4. (For SF/ Retention of Construction Documents. 

The building official shall be the custodian of approved construction documents in accordance 

H ith procedures established in the San Francisco Building Code. 

SECTION 107. -FEES. 

The folio-wing San Francisco Fire Code Section 10 replaces the corresponding International 

Fire Code Section I 07: 

107.1. (For SF/ General. 

The Fire Department shall assess fees in accordance i,1 ith the prm isions of this section. 

107.2. (For SF{ Operational Permit Filing Fees. 

The filing fee for operational permits is set forth in Table I 07-A. Inspections necessqrv for 

permit issuance that require znore than n,vo hours to complete shall be subiecl to an additional fee of 

$136 for each hour. The Fire Department shall nol iss11e a permit until the fees are paid. 

107.2.1. {For SF[ Co1Zsolidatio11 of Operational Permits Fee. 

The fee for consolidation of op.ercWonal permits is $9 5. 00 for each activity added to the oriffinal 

permit. 

107.2.2. (For SF[ Posting Fee. 

The fee for posting notice of application for certain permits are set in the San Francisco 

Business and Tax Regulation Code, Article 1 Section 27. 

107.2.3. {For SF/Permit Fees for Vendors at Street Fairs Involving Temporary Street 

Closures (ISCOTT). 

Permit fees for vendors at street fairs involl ing temporary street closure are set in. the San 

Francisco Transportation Code. Division 1. A1ticle 6. Sect ion 6. 6. 

107.3. {For SF/ Construction Permit Fees. 

Mayor Breed; Supervisors Peskin, Chan 
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The Central Permit Bureau at the Department of Building Inspection collects construction 

permit (building permit) fees in accordance with the San Francisco Building Code. When. the Fire 

Department conducts plan review [or buildings or portions o(buildings under its authority. the 

Department will assess plan review fees in accordance with Section 107. 4. When the Fire Department 

conducts inspection for buildings or portions of buildings under its authority. the Department ·will 

assess inspection fees in accordance with Section 107. 5. 

107.4. (For SF/ Plan Review Fees. 

Upon application for a permit for the erection of a new building or for alteration work for 

which plans are required by the Department o[Building Inspection. the Central Permit Bureau shall 

charge and collect a fee to compensate the Fire Department for its costs o(reviewingplcms submitted 

with building permit applications for compliance with fire safetv regulations. The fee hall be based on 

the valuation of'the work as determined b1 the Department of Building Inspection. The fee for each 

permit is set in Table 10 -B. The Fire Department shall assess a fee in the amount 0($136 per hour to 

re, iei,11 revision Lo any previously appro, ed plans. The Central Permit Bureau shall collect the fee 

before issuing the permit. 

107.5. {For SF/ Field IJ1spectio11 Fees. 

When the Fire Department determines a field inspection is required to verify that building 

construction is in compliance with fire saferv regu!Ctlion and this code, it shall notate the application 

accordingly to provide 'notice Lo the Central PermiL Bureau. The Central Permit Bureau shall collect 

the inspection fee due, before issuing a building permit. The fee for each permit is set in Table 10 -C. 

Initial field inspection fees will be charged for inspections o(ne,1 fire alarm. sprinkler. and gaseous 

suppression sy tems per the notation in Table 10 -C 

Afier building permit issuance, when the fire code o(fi.cial notifies the applicant that additional 

inspection lime i. required o, er the amount o(time set in Table I 07-C. the applicant hall purchase 
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additional insp ection time before the inspector schedules additioncd inspections. The Fire Department 

shall collect a fee of$] 36 per hour for the cost of'providing the inspection service. 

10 7. 6. (For SF[ Pre-A pplication. Plan Review. 

When an applicant wishes to discuss specific design issues or submit preliminaty designs for 

reviel1 and comment bv the Fire Department before the applicant ubniits a formal applic_ation f'or 

permit. the Fire Department shall asses a fee of$54-/.. This fee provides the applicant with up to two 

hoilrs for research and nvo hours to meet ·with Fire Department personnel. When the time spent by the 

Fire Departme1.1.t exceeds these hours. the Department shall assess additional fees at the rate 0{$136 

per hour. 

107. 7. (For SF[Re-J11spection of Violation Fees. 

Jfthe fire code official issues a notice of violation under this code. the notice of violation may 

set a period oftime that is reasonable to remedy the , iolation. and the ftre code omcial may re-inspect 

the property to verify that the person responsible has made the required correction. The Fire 

Department shall collect a fee in the amount of$272 for re-inspections. I f the time required for the re

inspection exceeds one hour. the Fire Department shall assess an additional fee at the rate 0($136 per 

107.8. (For SF/Higli-Rise hzspection Fees. 

For inspections of high-rise structures pw·suanl to Section 13217 of the CaLifornia Health and 

Safe ti Code, the owner o(the structure hall pay a fee to cover the Fire DepartmenL 's costs of 

inspection. The Department shall calculate the fee on the basis of$13.93 per 1000 square feet ofgross 

floor area. 

107.8.1. {For SF/ Gross Floor Area. 

For purposes oft his section. the term "gross floor area" is defined as the entire area of each 

.floor. attic, basement or shaft of a building included within the exterior walls ofa building. including 
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any portion not included within the exterior walls that is under the horizontal proiection of the roof or 

floor above. 

107.9. (For SF/Referral Fees. 

If a g01 ernment agency requests a preliminarv site inspection or survey of a premise for 

compliance with this code or other regulatory codes enforced by the Fire Department, the Fire 

Department shall collect a service fee of$136 per hour for the on-site inspections and consultations. 

When the referral inspection is requested bv another San Francisco agency, the requesting agencv 

shall transfer the fee to the Fire Department through electronic transfer. The requesting agency shall 

pay the fee before scheduling the inspection. or consultation. Fees referenced in the California Health 

and Safety ode take precedence over this fee. 

107.10. {For SF/ Overtime Fee. 

J[a persan requests an inspection or other service that requires the assigned Fire Department 

emplovee lo work outside of the emplovee 's normal working schedule, the D epartment will charge an 

overtime fee of $150. 00 per hour. The person requesting the service shall pay the fee before the 

inspection or other service is performed. The minimum compensation is four hours. 

107.11. (For SF/ Collection of Other Fees. 

The /ire code official may collect fees as required by other portions ofthe San Francisco 

Jvfunicipal Code for ervices by other City departments pertment to the issuance of permits required b1 

this code. 

107.12. (For SF/ Water Flow Request Fee. 

Upon a request -from a person for water flow information, the Department will charge a water 

flow fee 0($136. Ifthe information requested requires that Fire Department employees pe1·form an on

site water flow test, the Department will charge a fee of$272. 

107.13. (For SF/False Alarm Fees. 
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The Fire Department shall charge a service fee 0( $250 for each false fire alarm to which the 

Department responds after the first two false fire alarms at that address within any calendar year. The 

Fire Department shall charge a sen ice fee of $500 for each false fire alarm to which the Department 

responds after the first five fa./,<;e fire alarms at llzat address within any calendar year. The fire code 

official mav wai1 e the false alarm -fee lor good caz(.Se as determined by the Chief The Fire Department 

shall send notice ofthe fee to the responsible person. requiring P© ment within 30 days o[lhe date of 

the notice. 

10 7.14. [For SF/ Residential A partme11t/H otel Inspection Fee. 

The Fire Deparhnenl shall charge an inspection -fee o/"$16 . 00 to inspect buildings under the 

Rl and R2 Residential Apartrnen 'Hotel Inspection Program. 

107.15. {For SF/ Voluntary Seismic Retrofit Fee Waiver. 

Notwithstanding the fees established herein. i[a proiecl involves voluntary seismic retrofit 

upgrades to sofi-story. 1i1 ood-fowne buildings. as defined by the Director ofthe Department o(Building 

Inspection. the proiect applicant is exemptfr·om the proportionate share of plan review -fees specified 

under this code that related to the retrofit work. 

107. 16. {For SF[ Cost Recoverv Related to Vehicle Incidents. 

(a) The Fire Department may submit a claim to recover its reasonable costs incurred 

responding to a motor vehicle incident in the City and County of San Francisco ·where a person has 

willfully or negligentLv cau ed or permitted the contents ofa motor vehicle to be deposited on a street 

or highv. av. or its appurtenances. and the Fire Department removes those vehicle contents fi·om the 

street or highway. or its appurtenances. Vehicle contents nia1 include gas. oil and vehicle debris. The 

Fire Deparhnent shall submit the claim to the insurance company ofthe person responsible for " i[ffillly 

or negligently causing or permitting the , ehicle contents to be deposited on the street or highway. or its 

appurtenances. 

(b) The Fire Department shall submit claims in the following amounts: 
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Descrie_tion o[Incident Charge 

One su12TJression unit erovided vehicle $249 
content removal Cone hour or lessl 

Two or more su'l2Jl_ression unit~ grovided $498 
vehicle content removal {.one hour or lessJ 

Any incident where the vehicle content An amount based on the reasonable time and 
removal exceeds one hour materials costs incurred 

(cJ A fter a noticed hearing. the Chief of the Fire Department may promulgate rules to 

effectuate the purposes of this section or to facilitate the claim process. 

107.17. Reserved. 

107.18. Reserved. 

107.19. Reserved. 

107.20. Reserved. 

107.21. [For SF/ Fee-Setting_ Procedure. 

(aJ No later than a date that the Controller shall prescribe. the Chief ofthe Department shall 

annually report the revenues received from each type offee the Department collects. The report shall 

include the costs. both direct and indirect. the Department incurs in providing the services for which 

each fee is assessed. the anticipated costs for the ensuing fiscal y_ear. the le, el ofservice the 

Department anticipates it will provide for each service for which it charges a fee. and the rate that 

would be necessan, to support each service. The Controller shall file the report with the Board of 

Supen isor no later than July 1 l of each year. If the fees are insufficient to recover SFFD costs. or if 

the fee recovers more than the actual costs. the Controller shall submit legislation to the Board of 

Supervisors to ensure that over time the City fees do not exceed the cost ofproviding the service for 

which the City charges the fee. The amount of the license fee for the Fire Department permit for the 

2022-2023 fiscal vear shall be as set forth in the Business and Tax Regulations Code Section 75 et seq. 
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(k) Beginning"' ith the set offees for fiscal year 2019-2020, and each fiscal year thereafier. the 

Controller shall annually adjust the Department s fees as provided in this section to the extent 

necessa,y to ensure that over lime each departmental fe_e does not exceed the cost of pro iding the 

service for which the City charges the fee. This proces will occur as follows. The Chie(o(the 

Depattmen.t shall annually report to the Controller the revenues received from each tvpe o(fee the 

Departmenl collects for the immediatel} preceding year. The report shall include the costs. both direct 

and indirect. the Department incurred in providing the services for which each fee is as, essed, the 

anticipated costs for the ensuing fiscal vear. the Level of service the Department anticipates it will 

provide for each service for which it charges a fee. and the rate that would be necessary to support 

each sen,ice. No later than April 15 of each vear. the Chief of Department shall submit this report crncl 

SFFD 's current fee schedule to the Controller. No later than July I of each year, the ContrQller sh.all 

make such adiustment to the fees as are necessa,y to comply '\I\ ith this ordinance and file a report -with 

the Board o(Supervisors reporting the new fee schedule as adiusted under this ordinance and 

certifying that: (1) each will produce sufficient revenue to support the costs olprm idi;w, the services 

for ·which the fee i charged and (2) each fee will not produce revenue that exceeds the costs of 

providing the services for which each permit fee is charged. No later than September of each } ear. 

SFFD 's fee schedule showing the current fee amounts inclusive of annual adiustments shall be 

published in an Appendix to the Fire Code. _posted on SFFD 's website, and made available upon 

request al SFFD headquarters. 

TABLE 107-A. - OPERATIONAL PERMIT FEES. 

TYPE OF PERMIT 

Additive }.tfanu[fl.cturing 
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Aerosol Products, Regulated Activities 

Amusement Buildbigs. 012.eration 

Aviation Facilities. Regulated Activities 

Aviation Facilities, Aircra-0 Retuelin.g T, ehicle 

Batlerv Sl!_stem, Or2.eration 

Carnivals and Fairs. Overation 

Cellulose NUrate Film. Regulated Activities 

Combustible Dust-Producing_ 012.erations 

Combustible Fiber, Regulated Activities 

Comeressed Gas, Regulated Activities 

Conditional Use 

Covered Niall Buildings. 0"12.eration 

Qyogenic Fluids. Regylated Activities 
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Cutting and Welding. 012.eration 

Dn1 Cleaning Plant. 012eration 

Ener~ Storage Svslems 

Exhibits and Trade Shows, 0-12eration 

Ex12.losives, Ref!ulated Activities {includes Ftreworksl 

Fire HY..drants and Valves 

Firefighter Air SY._sfems, Maintenance 

Floor Finishing 

Flammable or Combustible Liquids. Ref!Ulated Activities 

Fruit ·and Cro12. R i12.ening 

Fumigation and Thermal Insecticidal Fogf!ing 

Hazardous J\l.laterials. Rem_tlated Activities 

Hazardous Production lvfaterial (HPlv.D Facilities 
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High-Piled Storage 

Hot Work 012.erations, Regulated Activities 

Indoor Cannabis Cultivation 

Industrial Ovens 

Liquid- or gas-fueled vehicles or eq_uiQ_m.ent tn assenibl1, buildings 

Liquefied Petroleum Gases CLPG2, Regulated Activities 

Lithium Batteries 

Live Audience. Production FaciLitJ!.. Studio. Sound Stage 

Lumbe1}'ards and Woodworldng Plants 

\ 

Magnesizmi Processing 

Miscellaneous Combustible Storage 

Mobile ('god vendor carts 

Mobile Food Pree.aration Vehicles 
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Mobile Fueling-Diseensing 

Mobile Fueling LocationCeachl 

Mobile Fueling o[h'£.drogen-fj.1eled vehicles 

Motor Fuel-Dis12ensing Facilities 

Oy_en Burning 

Of!._en Flame and Candi.es in Assembl""- Areas 

0Qen Flame and Torches - Wildfire Risk Area 

Organic Coating, Manu[_acturing 

Outdoor Assemblv event 

Place o[Assembly__ 

Place o[.Assembly__ - Permanent Occu12.ancy__ (gr Non-Profl.t Group_ 

Plant Extraction SY.stems 

Private fire hvdrant - Remove, use. or 012.erale 
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Pyrotechnic SQ_ecial Effects Material $387 

Pvroxvlin Plastics $387 

Re{i·igeration Eg_uiament $387 

Re(l.air Garages and Motor Fuel Dis[!.ensing Facilities $387 

Rootior2. He/i'IJ._orts $387 

S'f2.rayjng or di1z12Jng - 012.erational $387 

Tem12.orar'!!_ Membrane Structures and Tents $387 

-Tire Rebuilding Plants $387 

Waste Handling. RegJ;tlated Activities $387 

TABLE 107-B. - PLAN REVIEW FEES. 

VALUATION 

$1.00 TO $2.000 $80.26 for the First $1.000 or less plus$ 2.0448 (or each 
additional $1,000.00 or -fraction thereof, to and including 
$2.000.00 

$2.001 TO $50.000 $159.30 for the First $2.000 or less plus $15.2655 for each 
additional $1,000.00 or -fraction thereo-C to and including 
$50.000.00 
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$50.001 TO $200,000 

$200,001 TO $500.000 

$500,001 TO $1.000.000 

$1.000.007 TO $5.000,000 

_$5.000,001 

$892.04 for the First $50,000 or less plus $6.122 7 for each 
additional $1 . 000. 00 or fraction thereof to and including 
$200. 000. 00 

$1,810.-95 for the First $200, 000 or less plus $2.8554 for each 
additional $1,000.00 or fraction thereof. to arid including 
$500,000.00 

$2,66 .58 fo r the First $500,000 or less plus $1 .9060 fo r each 
additional $1 ,000.00 or fraction thereof to and including 
$1. 000. 000. 00 

$3.620.53 for the Fir.rr $1,000.000 or less plus $1../490 (or 
each additional $1. 000. 00 or fraction thereof to and 
including $5. 000, 000. 00 

$9,416.48 for the First $5,000.000 or less plus $0. 30 for 
each additional $1 ,000. 00 or fraction thereof 

NOTATION TO TABLE 107-B: 

EVACUATION SIGNAGE: Plan review beyond thirty minutes will be assessed at an hourlJ rate 

0( $136 per hour. 

TABLE 107-C. - FIELD INSPECTION FEES (See notation for additional fees). 

VALUATION 

Over 

$0 

$10.001 

$50.001 

$500,001 

$5.000,001 

$10,000.001 

$25. 000. 000 
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NOTATION TO TABLE 107-C: 

NEW FIRE ALARM SYSTEMS 

NEW SPRINKLER SYSTEMS 

NEW GASEOUS SUPPRESSION SYSTEMS 

$272 TWO HOURS 

$408 THREE HOURS 

$272 TWO HOURS 

This initial minimum inspection fee CO\ers all inspections up to the hours specified abo e. If the 

inspections for the new system exceed the hours specified above. additional hourly fees will be 

assessed. 

SECTION 110. -SERVICE UTILITIES. 

The following San Francisco Fire Code section replaces the corresponding International Fire 

Code section: 

110.1. {For SF/ A utlwrity to Discollllect Service Utilities. 

The _fire code official may order disconnecti.on of utility service to a building. structure. or 

system in order to safe'lv execute emergenc operations or to eliminate an immediate hazard. 

SECTION 111. - {DELETED/. 

Section 111 of the International Fire Code is deleted. 

SECTION 112. - VIOLATIONS. 

The following San Francisco Fire Code Section replace the corre ponding California Fire 

Code Section: 

112.1. {For SF/ U11lawf11/ Acn. 

(a) ft shall be unlawful for a person to erect. construct. enlarge, alter, repair. move. improve. 

remove. com ert. demolish. equip. use. occup . or maintain a building. occupancy. premise . s1 · tern, or 
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vehicle. or any portion thereo( or cause the same to be done, in violation ofam o[the provisions of 

this code. 

(b) It shall be unla:wful for a person to engage in anv activitv for which a permit is required 

imder this code without the required permit. or to engage in any activity in violation of conditions set in 

a permit issued under this code. 

The following San Francisco Fire Code Section replaces the corresponding California Fire 

Code Section: 

112.2. {For SF/Person Responsible. 

(a) Excepl as provided in subsection (c), the person responsible for a violation that pertains to 

a building, occupancy, premises. system, or vehicle is the owner o[lhe building. occupancy. premises, 

system. or vehicle. 

(b) The person respon ible for a violation that pertains to an activitv conducted without a 

permit required under this code or in violation of'a permit issued undet this code is the person 

engaging in that activity. except that i[lhe person engaging in. the activitv is the emplovee ofa business 

and is performing the acti, ity in the course and scope o{his or her emplovmenf. the m, ner of the 

business is the person responsible. 

(c) The per on responsible for a violation of Section 108. 6 or Section 1031. 2 i the ·.owner of{he 

business operating at the building or premi~es. 

The following San Francisco Fire Code Section replaces the corresponding California Fire 

Code Section: 

112.3. {For SF/Remedies Available. 
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The fire code official may enforce the provisions of this code by: issuing a notice of violation 

under Section 112. 4: issuing an administrative citation under Section 112. 5,· or issuing criminal 

penalties under Section 112. 6. 

In addition to the ab01 e remedies or other remedies authorized bv law. in cases ·where there is a 

continuing or recurring fire hazard in a residential building 1i1 ith three or more dwelling units. the fire 

code official may issue a Fire Life Safety Notice and Order that requires the Ol-mer o[lhe building to do 

one or more o(lhe following to abate or mitigate the fire hazard: (1) install a new fire prinkler ·ystem: 

(2) improve an existing fire sprinkler svstem or upgrade it to current code requirements: (3) install a 

new fire alarm and/or detection svstem: or (4) impr01 e an existing fire alarm and/or detection system 

or upgrade it to current code requirements. For purposes ofthis Section 112. 3, a fire hazard" is 

defined in Section 102A.1 ofthe San Francisco Building Code. 

The fire code official may exercise this authority in cases where the fire official has determined 

(a) Notwithstanding the Department 's is uance o[two or more notices of'violation under 

Section 112. 4 or administrative citations under Seel ion 112. 5. a fire hazard continues to exist or 

recurs after abatement in a residenlial building ofthree or more units,· and 

(b) While the cited code violations have not risen to the level of an imminent hazard. they are so 

extensive and of such a nature (including but not limited to a nonworking fire alarm or sprinkler 

svstem. a broken or deterioratedfite escape or egress sy tern. 01° locked or permanently blocked exits) 

that the health and safetv of the residents and/or the general public is substantiallv endangered: and 

_(c) The property owner has failed to abate or mitigate the violations in a timely wav in 

accordance with an order issued pursuant to Section 112. 4. 3 (.g) of this Code. 

Each notice of violation or administrative citation for a fire hazard issued pursuant to Sections 

112. 4 or 112. 5 shall provide information about the Fire Life Safetv Notice and Order and the 

consequences for not abating fire safety violations within the specified compliance period. In addition. 
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prior to issuance of a Fire Life Safety Notice and Order, the fire code official shall send a letter by 

regular and certjfied mail to the building owner at the address listed with the Assessor-Recorder's 

Office and to the persons or entities listed in subsection (b) below informing them that because the 

building has been cited with two or more notices of violation for a fire hazard under Section 112. 4 or 

administrative citations under Se.ction 112. 5 o[Lhis Code. the 011 ner is a potential recipient of a Fire 

Life Safetv Notice and Order. 

All the notice and hearing procedures set forth in Section 112. 4. 3 shall apply to a Fire Life 

Safety Notice and Order, except as that procedure mav be modified below. 

(a) The Fire Life Safety Notice and Order shall: 

(1) Be ·igned bv the fire code official 

(2.) et forth the street address of the building and a desf:ription of the building or 

propert1 sufficient (or identification; 

(3) Identify each code violation that the fire code official has determined is a fire ha~ard 

substantially endangering the health and safety of the residents and/or the general 

public,· 

(4) Speci61 the fire safety installation, improvement. and/or upgrades required: and 

(5) Contain time frames required(or compliance with the order. 

(b) The fire code official shall serve the Fire Life SafeD Notice and Order bv certified mail on 

the building owner(s) at the address listed with the Assessor-Recorder's Office. A copv shall also be 

sent bv certified mail to: 

(]) The person. if anv, in real or apparent charge and control of the premises invob ed: 

(2) The holder o(anv mortgage, deed oftrust. lien, or encumbrance o(record: and 

(3) The 01,1 ner or holder of anv other estate or interest in the building or propertv, 01' the 

land on which it is located. 
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(c) The fire code official shall post a copv ofthe Fire Life Safety Notice and Order in a 

conspicuous place on the subject property and either mail or deliver a copv to the resident(s) of each 

uni/ on the subject property. 

(d) Unless the building owner demonstrates to the fire code official s satisfaction that the owner 

has made substantial progress in complying with the Fire Life Safety Notice and Order. if the building 

owner has not complied111iith said Notice and Order according to the reqidred time frames the lire code 

official shall schedule an administrative hearing to be held no later than 14 davs after the compliance 

deadline. 

(e) !(an Administrative Hearing is held. the fire code official shall attend the hearing. which 

shall be conducted bv a designated Hearing Officer. A ·written decision signed b1 the fire code official 

shall be is ued no later than 30 dens after the hearing. 

(j) A copv oft he fire code o[ficial 's written decision shall be recorded in the Assessor

Recorder's Otfjce. 

(g) The fire code official shall refer the case to the City Attorney for its review and possible 

action within 90 days after recording aid Notice and Order. 

The following San Francisco Fire Code Section replaces the corresponding California Fire 

Code Section: 

112.4. {For SF[ Notice of Violation. 

(a) When the fire code official finds a building. occupancy. premises. system. or \ ehicle. or any 

portion thereof. that is in violation ofthis code. the fire code o-fficial shall. 1'I ithin 15 days, prepare a 

written notice of violation, ·which shall identify the code sections violated. describe the violation.. and, 

where applicable. require correction of the violation. The notice of, ioLation shall also set forth the 

penalties. fees. and costs for the violation. The notice of violation shall also identifi the violation as a 

prioritv complaint. for violations presenting immediate life safetv is ues. or a standard complaint. for 
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all other violations. When correction is not immediate, the notice of violation shall specify a time for 

compliance and re-inspection. 

(b) When the fire code official finds a person perfhmiing am activitv requiring a permit under 

this code without the required permit. or conducting an activity in violation of conditions set in a 

permit issued under this code. the fire code o'{ucial ,nay prepare a written notice of iolation. H hich 

shall identi'fv the code sections l iolated and describe the violation. The notice of violation shall. also 

set forth the penalties. fees. and costs for the violation. The notice of violation shall also identifv the 

violation as a priority complaint. for violations presenting immediate life afetv issues, or a standard 

complaint. for all other violations. in addition. the fire ·code .official mav issue a stop work order under 

Section l 13, requiring the person to immediately cease peiforming the acm ity. 

The following San Francisco Fire Code Section replaces the corresponding California Fire 

Code Section: 

112.4.1. {For SF/Service o[Notice of Violation. 

(a) When a notice of violation pertains to a specific building, occupancv. premises. system. or 

vehicle. the fire code official shall mail a aopy o[Lhe notice of violation to the owner of the building, 

occupancy. premises. system. or vehicle by regular US. mail. The fire code official shall post the 

notice of violation in a conspicuous place on. the subiect property. 

(b) When a notice of violation pertains to a person engaged in an activitv for which a permit i 

required without the required permit, or in violation of a permit issued under this code is the person 

engaging in that activitv, the fire code official shall serve the notice of violation upon the person 

responsible for the activity as follows: bv personal service, by regular US. mail and certified mail. or 

by leai ing it with a person of responsibility al site of the actn ity. The fire code official shall post the 

notice of violation in a com,picuous place on the subiecl property. 
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(c) Se1-vice by certified or registered mail is effective on the date of mailing ifthe certified or 

registered letter is mailed, postage prepaid. return receipt requested. to the person responsible at that 

person's current address as listed with the Assessor 's Office. Jfthe Assessor's Office records do not 

include an address for a person entitled to notice. then the fire code official hall serve that per on bv 

mailing the letter to the address ofthe building; occupancv. pre mi e . or S) stem involved in the 

proceedings. 

112.4.2. Re-Inspection Fee. 

When the fire code official issues a notice of violation and sets a date (or compliance and re

inspection to certify compliance with code requirements. the fire code official shall charge a $272 

violation re-inspection fee (or each re-inspection and the person responsible shall pay that fee. 

112.4.3. Hearing on Notice of Violation. 

(a) ![the person responsible to correct a violation identified as a prioritv complaint fails to do 

so within the time period specified in the notice of violation. the fire code official shall set the matter 

for h~aring. to be heard within 60 davs of the deadline. If the person responsible to correct anv other 

iolation fails to do so 11 ithin the time period specified in the notice of, iolation. the fire code official 

shall set the matter (or hearing, to be heard within 180 days of the deadline. 

(b) Notice of hearing. Jfthe fire code official determines to set the matter for hearing. the fire 

code official shall serve a notice of hearing that provides at least I 0-day notice oft he hearing. The 

notice shall include the following information: (I) the street address of the building, occupancy, 

premises. or system that is in violation of the code, or the date and location of anv activitv conducted 

without a required permit or in violation o{permit conditions: (2) the date, hour and place of the 

hearing: (3) a statement lhal the hearing is an opportunity for all interested pm,fies lo appear before 

the fire code official to show cause win the fire code official should not order the building, occupancv. 

premises, or system repaired or altered to be brought into compliance with code. or vacated or 
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demolished. or require a permit or compliance ·with permit requirement : (4) a ·warning that describes 

the penalties for violation as set forth in subsection (le) below and Section 112. -I. 4: and (5) a copy o(lhe 

notice of, iolation. 

(c) Service o{hearing notice. The tire code official shall serve the notice of hearing on each of 

the following persons: (1) the person. i(anv. in real or apparent charge and control of the building, 

occupancy. premises. or svstem. or responsible for am activity: (2) the· 011 ner o{record ofcmy 

building. occupanc1. premises. or system, or where an activity occurred; (3) the holder ofanv 

mortgage. deed of trust. lien or encumbrance of record; (4) the owner or holder of any recorded lease: 

and (5) the holder ofanv other recorded estate or interest in the building. occupancy, premises, or 

system, or the land upon which it is located. The fire code official shall include an affidavit or 

declaration under penalty o(periury, certifying to the time and manner in which the notice was served. 

The fire code official shall serve the notice of hearing as follows: by personal service; or by regular 

US. Mail and certified or registered mail. Service by certified or registered mail is effective on the date 

of mailing i(the certified or registered letter is mailed, postage prepaid, return receipt requested, to 

each person entitled to notice as that person's address appears on the last annual tax roll o[lhe county 

or at the address to which the Tax Collector mailed the most recent real property tax bill for the 

building, occupancy, premises, or system. !(the annual tax roll or the Tax Collector records do not 

include an address for a particular person entitled to notice, then the fire code official shall serve the 

notice to that person at the address of the building, occupancy. premises, or system involved in the 

proceedings. The failure of any owner or other person to receive a notice of hearing shall not affect in 

any manner the validity of any proceeding taken or order issued under this section. 

(d) Posting of notice. The fire code official shall ensure that a copv o(the notice of hearing and 

notice of violation is posted in a conspicuous place on the building or property, and at the location of 

the hearing. The notice shall be posted at both locations at least 10 days before the date set for the 

hearing. 
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(e) {Reservedl. 

CO Hearing. The fire code official or designee shall conduct a public hearing on the matter. at 

the date, time and location specified in the notice of hearing. The fire code o-fficial or designee may 

continue the hearing for good cause, except that any continuance shall not exceed 30 days, and only 

one continuance is allowed. Sub;ect to an procedures prescribed b1 the fire code official for the 

orderly conduct ofthe hearing, the fire code official may permit persons '\II ith an interesL in the 

building, occupancy, premises, or system, or with knowledge offacts material to the allegatiOn.'i ofthe 

notice of violation, to present evidence for the fire code official to consider. The fire code official shall 

promulgate procedure · for implementation of the hearing. 

(g) Decision and order. The fire code official shall give fitll and fair consideration. to the 

evidence received at the hearing, and within 30 davs of the conclusion of'the hearing. hall issue a 

~written decision either: (]) finding no iolation and issuing an Order of Rescission that withdraws the 

notice of violation and dismisses the proceedings: or (2) finding that the building. occupancv. premises. 

or system, or anv portion thereo[ is in violation ofthis code and issuing an Order to Abate. The order 

shall state that the person responsible take acrion as ordered bv the fire code official to bring the 

building. occupancv. premises, or system into compliance 14 ith this code. The order mav also include 

an Order to acate directing the building, occupancv. or premises be vacated pending compliance with 

the requirements of this code. 

Any Order to Abate a violation a[lhis code or an Order to Vacate a building. occupancy or 

premises shall include the following: the street address of the building. occupanc , premises. or system: 

P,ndings and conclusion about the specifics ofthe violations and the code section violated: a statement 

of'work the person respon ible must perform to remedv the violation and, i(applicable. an order to 

vacate; and time requirements for compliance with the order. The fire code official shall require the 

person responsible lo commence workreqzdred under the order within not more than 30 da s from the 
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date of the decision.. and shall set a reasonctble period of time. not to exceed six months ·from 

commencement. for the person responsible to complete /he required work. 

{h) Service o[ posting. and recording decision. The fJ.re code official shall serve the decision 

and order on the persons and in the manner speeified in subsection (c) above. The fire code official 

shall post the decision and order in the manner specified in subsection (d) above. The fire code official 

shall record the decision and order in the Assessor-Recorder's O(fice. 

(i) Extension. The person responsible may submit a written application to extend the date to 

commence work required under the decision and order or to extend the date to complete required work. 

Th.e fire code official may grant a request to extend the time to commence or to complete work. for 

good cause shown. only where there is no imminent risk to life or propertv. and for a time not lO exceed 

90 days. 

(i) Compliance, Order of Compliance. When the fire code official determines that the person 

responsible has completed all work required under the order. and that the building. occupancv. 

premises. or system complies with the requirements ofthis code. the fire code official shall issue an 

Order of Compliance. acknowledging that the per ·on responsible has complied with the original order. 

The fire code official shall serve and post the Order of Compliance. and file it in the Asse sor

Recorder 's Office after all associated fees. fines, and penalties have been paid. 

(k) Penalties for disregarding order. Anv person responsible who fails to comply with an 

Order to Abate under this section shall be guilty of an infraction as set forth in Section 112. 6. Any 

person who removes any notice or order posted as required in this section shall be guiltv of an 

tnfi,action as provided in Section 112. 6. 

Any person in possession who fails to comply with an Order to Vacate shall be guilty o f a 

misdemeanor as provided in Section 112. 6. 

All Orders to Abate and Orders to Vacate filed at the Assessor-Recorder's Office shall be 

referred to the City Attorney's Office (CAT) for civil action within 30 days after recording if work to 
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correct the violation has not commenced, or if the fire code o(ficial determines that the work to abate 

the violation has not progressed. 

112.4.3.J. Administrative Hearing Referral Fee. 

When the owner ofthe building. occupancv, premises. svstem, or vehicle fails to abate a 

violation by the compliance date and the fire code official refers the matter for hearing. the department 

shall charge a $136 administrative hearing referral fee for the processing o[the Notice of 

Administrath e Hearing as per Section 112. 4. 3 (a) (b) (c) _and the person responsible shall pa1 that fee . 

112.4.3.2. Administrative Hearing Fee. 

When the owner ofthe building. occupancv. premises. system. or vehicle fails to abate a 

violation and the fire code official refers the matter for hearing and sets a date (or the iolation to be 

heard before a hearing officer, the fire code official shall charge a $408 administrath e hearing fee for 

each Administrath e Hearing where the violation is heard and the per. on responsible shall pay that fee. 

112.4.3.3. Admi11istrative Hearing Re-ll1spection Fee. 

When the hearing o(ficer els a date for violations to be con-ected and verify compliance with 

ode requirements. the fire code offi.cial shall charge a $136 violation re-inspection fee for each re

inspection and the person responsible shall pay that fee . 

112.4.3.4. Allocation o{Administrative HearillgFees. 

All administrative hearing and reinspection fees. including late p<JVment fees , shall be payable 

co the Fire Department and upon receipt by the Department. these associated re enues shall be 

deposited in a designated Bureau o{Fire Pre ention proiect account to support expenditures related to 

community outreach, internal fire prevention personnel training. and other fire safe[} education and 

prevention programs. 

112.4.4. Civil Action and Penalties. 

Any person 1 iolating this code. or who violates. di obeys. omits, neglects or refitses to comply 

with any notice of iolation or decision and order under this code. shall be liable for a civil penal I] of' 
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up to $1, 000 for each day the violation is committed or permitted to continue, in addition to attorney's 

fees and costs. which penazo, shall be assessed and recovered m a civil action brought by the City and 

County o(San Francisco in any court ofcompetenl jurisdiction. In assessing the ameimt o(the civil 

penally, the court shall consider any one or more o(the relevant circumstances presented by any o[lhe 

parties to the case, including but not limited to. the following: the nature and seriousness of the 

misconduct. the number o(violalions; the persistence o[the misconduct. the length o[lime 01 er which 

the misconduct occurred. the willfirlness o[lhe defendant's misconduct. and the defendant 's assets. 

liabilities and net worth. Anv penalties imposed pursuant to this section shall be paid to the City other 

remedies provided by law. No pr01 ision in this section shall preclude prosecution of actions for 

criminal penaltie concurrently. sequentially. or individually. 

112.4.4.1. AllocaJio11 of Civil Penalty Fi11es. 

All fines and late payment fees shall be pavable to the Fire Department and upon receipt by the 

Department, the e associated revenues shall be deposited in a designated Bureau of Fire Prevention 

pro;ect account to support expenditures related to communUy outreach. internal fire pre, ention 

per onnel training, and other fire scifety education and prevention programs. 

112.4.5. Presumptio11 o{ No11complia:nce. 

Notwithstanding any other pro, is ion o(this code, any person served with a notice of violation 

that sets a date to correct the violations , ·hall be presumed, in civil proceedings, to have failed to 

com.pl with that notice of violation if the date to correct the 1 iolation has pas ed without correction of 

the violation. 

112. 5. Administrative Citations. 

iolations of'this code may be punishable by administrative citation. Chapter 100 ofthe San 

Francisco Administrative Code is herein incorporated in its entirety and shall govern the anwunt of 

fees and the procedure for imposition. enforcement. collection and administrati e revie1,11 of 

administrative citations under this section. except that the amount ofthe penalties for the code sections 

Mayor Breed; Supervisors Peskin, Chan 
BOARD OF SUPERVISORS Page 38 



1 

2 

3 

4 

5 

6 

7 

8 

9 

10 

11 

12 

13 

14 

15 

16 

17 

18 

19 

20 

21 

22 

23 

24 

25 

seL in Section 112. 5. 2 shall be the amount specified in that section. and all fines shall be allocated as 

specified in Section 112.5.3. 

112.5.1. Cit} Employees Who Mav Issue Administrative Citations. 

The City empLovees specified in. Section 112. 7 may issue administrative citations for any 

violation ofthis code. 

112.5.2. Fines for Administrative Citations for Specific Code Violations. 

The fine for violation o[Sections 105.1.1, 109.6. 113.4, 901.8 and 1032.2 shall be $1000. 

112.5.3. A llocation o{AdmiJ,istrative Citation Fines. 

All a.dministrative citation fines and late pQ)mzent fees shall be payable to the Fire Department 

and upon receipt bv the Department, these as ociated revenues shall be deposited in a design.ated 

Bureau o[Fiie Prevention proiect account to support expenditures related to communitv outreach. 

internal fire prevention personnel training, and other fire safety education and pre1 ention programs. 

112. 6. Criminal Penalties. 

Pursuant to California Government Code Section 36900, any person who violates. disobeys. 

omtts. neglects, or refuses to comp'1 with anv o(the provisions o(this code or anv lawful order issued 

under this code shall be guilty of an infraction or a misdemeanor. The fire code official shall 

determine. and the citation shall specifv. whether the violation charged is a misdemeanor or an 

inf action. 

If charged as an infraction ofa city building or safety code. the penaltv shall be 1) a fine not to 

exceed $130 for a first violation. 2) not to exceed $700 for a second violation of the same section or 

subsection within one vear ofthe date of the first violation. and 3a) not to exceed $1.300 for each 

c1dditional violation of the same section or subsection willrir1 one year of the date of the first violation. 

or 3b) a fine not exceeding $2.500 for each additional violation o[the same ordinance within two vears 
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the violation and the violation is due to failure by the owner to remove visible refuse or failure to 

prohibit unauthorized use o( the property. 

If charged as a misdemeanor. the penalty shall be a fine of not less than $500. or more than 

$1. 000. or imprisonment in the county iail not exceeding six (6) months. or both a fine and 

imprisonment. no part 0(11 hich mqy be suspended Every day such violation, disobedience. omission. 

neglect or refusal continues is a new offense. Any person engaging in any work in violation ofthe 

p,:ovisions of this code. and any person having charge of such work who permits it to be done, shall be 

liable for the penalty provided. 

112.6.1. Allocation of Criminal Penaltv Fines. 

All criminal Qenaltv fines. including late pm ment fees. shall be payable te the Fire Department 

and upon receipt by the Department. these associated revenues shall be deposited in a designated 

Bureau of Fire Pre, en/ion proiecL account to support expenditures related to comnmn.itv outreach. 

internal fire prevention personnel training. and other fire safetv education and prevention programs. 

112. 7. Designated Officers and Employees. 

Pursuant lo California Penal Code Section 836.5, the classes of officers or employees of the 

City and County o(San Franci co listed be law are empowered to enforce cdl pro, ision of this code 

against violations as a misdemeanor or infraction by exercising arrest and citation authority: 

Classification No. Class Title 

Assistant Deputv Chie[fl 

Assistant Chie f 

Assistant Fire Marshal 

Battalion Chief 
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H-24 

Captain Division of Fire Prevention and 
investigation 

Captain 

Lieutenant Bureau of Fire investigation 

Lieutenant Bureau of Fire Prevention 

Lieutenant 

Chief's Aide 

Investigator 

Fire Inspector 

Fire Safety Inspector II 

112.8. Civil Action to Recover Costs. 

Under California Health and Safety Code Section 13009, any person who negligently. or in 

violation of the law. sets a fire. allows a fire to be set. or allows a fire kindled or attended by him or her 

to escape onto anv public or private property is· liable for the fire suppression costs incurred in fighting 

the fire and for the cost o(providing rescue or emergenc;y medical. sen ices. and those costs shall be 

charged against that person. The Citv and Countv of San Francisco mav initiate a civil action in any 

court of competent iurisdiction to recover all amount authorized under Health and Safety Code 

Section 13009 and Section 13009.1. Anv amounts recovered shall be paid to the City Treasurer and 

credited to the Fire Department. 

112.9. Remedies are Non-Exclusive. 

Notwithstanding the prm is ions of Sections 112. 1 through J 12.8. the City may institute civil 

proceedings for iniunctive and monetcuy relief: including civil penalties, against anypersmz for 

violations o(the Fire Code under any circumstances. without regard to whether a complaint has been 
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filed or the fire official has issued a notice o(violation under Section 112. 4 or an order to correct 

under Section 112. 4. 3 (g). 

SECTION 113. -STOP WORK ORDER. 

The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

113.4. (For SF[ Failure to Comply. 

Any person who continues any work after having been served 1t1 ith a stop work order. except 

such work as that person is directed to perform to remove a violation or unsafe condition. shall be in 

violation of this code. 

SECTION 115. -FEE COLLECTION. 

115.1. Co/lectio11 o(Fees. 

For services that are conducted before the collection of.fees. the Department shall proceed in 

accordance with this section. 

115.1.1. First Notice. 

When fees are due under Sections 107 . . JO .8. JO .9. JO .13. or 107. 14. the Department shall 

send the responsible person a notice o[pavment due. 

115.1.2. Second Notice. 

Jfthe- Fire Department does not receive full pavment within 60 days after it sent a notice of 

payment due pursuant to Section 115.1.1. !he Department shall send a second notice o{payment due to 

the responsible person. That written notice shall state that the responsible person is liable for the 

pavment of the fee indicated on the notice and provide notice that i(pa1 ment of the Fire Department 

does not recei1 e the fee within 30 days of the mailing date of the second notice, a penalty o{J O percent 
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plus interest at the rate of one percenl per month on the outstanding balance shall be added to the fee 

indicated on the notice from the date that notice o(payment due was sent under Section 107. 

115.1.3. Report to Bureau o(Delillquellt Revenue Collection. 

I[the Department does not receive pavment l'1 ithin 30 days follol'1 ing mailing ofthe second 

notice. the Department mav report all accounts receivable over , 300 to the Bureau of Delinquent 

Revenue Collection in accordance with San Franci co Administrative Code. Chapter 10, Article f.. 

Accounts receivable under $300 shall be administered in accordance with Administrative Code Section 

10.41-1. 

CHAPTER 2. -DEFINITIONS. 

SECTION 202. 

The following San Francisco Fire Code definition replctces the corresponding California Fire 

Code definitions in Section 202: 

(For SF? TANDPIPE SY TEM CLASSES OF A standpipe s1 tem is a 11 et svstem o(piping. 

valves, outlets and related equipment designed to pro1 ide ·water at specified pressures and installed 

exclusively for the fighting offires, including the following.· 

Class I is a standpipe system equipped with 3-inch (76.2 mm) outlets. 

Cla s II is a standpipe system direcllv connected to a water supply and eqidpped ·with J 'h-inch 

(38. J mm) outlets and hose. 

Class III is a standpipe system directly connected to a water ·upply and equipped with 3- inch 

( 6.2 mm) outlets or 3-inch ( 6.2 mm) and 1 1h-inch (38.J mm) outlets when a 1 'h -inch (38. l mm.) hose 

is required. Hose connection for Cla sill systems may be made through 3-inch ( 6.2 mm) hose vah es 

·with easily removable 3-inch bv JO-inch ( 6.2 mm b1 38.1 mm) reducers. 
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[For SFl CRITICAL AREAS Area· that are designated for the highest level o{emergency 

responder radio coverage i11cluding but not limited to areas such as exit stairs. exit passageways. 

ele) a/ors. elevator lobbies. fire protect ion equipment room and control i alve locations. and fire 

command centers. 

CHAPTER 3. - GENERAL PRECAUTIONS AGAINST FIRE. 

SECTION 308. - OPEN FLAMES. 

The following San Francisco Fire Code section replaces the corresponding International Fire 

Code section: 

308.1.3. {For SF[ Torches for Removillg Pai11t. 

The use oftorches or other flame-producing devices to remove paint is prohibited. 

The following San Francisco Fire Code section replaces the corresponding International Fire 

Code section: 

308.1.6.2. [For SF/Portable Fueled Open-Flame Devices. 

Portable open-flame devices fueled by flammable or combustible gases or liquids shall be 

enclosed or installed in such a manner as to prevent the flame from contacting combustible material. 

Exceptions: 

1. LP-gas-fueled devices used (or sweating pipe ioints in accordance with Chapter 61. 

2. Hot work and cutting and welding operations in accordance with Chapter 35. 

3. Candle and open-flame decorative devices in accordance with Section 308.3. 

Section 308.2 ofthe International Fire Code is deleted. 

SECTION 316. -HAZARDS TO FIREFIGHTERS. 
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316. 7. Barbed or Rawr Wire. 

Barbed or razor wire shall not be on or attached to any fire escape, d,y standptpe or other fire 

extinguishing facilitv, fence . parapet, roof swface. or any other place 011. a building or structure where 

ii might hinder or obstruct firefighters in performing their duties. Where barbed or razor wire is on or 

attached to any location. structure or surface specified in this section, it shall be remo ed. 

Exception: Barbed or ra~or wire mqy be installed on fences provided it does not obstruct or 

hinder egress. rescue operations. or access lo hazardous areas. as determined bv the fire code official. 

in the event offire or other emergency. 

316.8. Sig11age for Buildings with Certain Types of Co11structiou. 

If a building has roofs or .floors of composite wood ioist or truss construction, the owner shall 

post a sign peci'fving this tvpe of construction. The sign shall be located adiacent to the main entrance 

door or in a location(s) as required by the flre code official. The sign shall complv with San Francisco 

Fire Department Administrative Bulletin 5. 05. 

SECTION 319. -MOBILE FOOD PREPARATION VEHICLES. 

Sections 319.6 through 319 .. 5.2 o(th.e International Fire Code are deleted. 

SECTION 324. -MOBILE FOOD VENDOR CARTS. 

324.1. General. 

.1.\IJ.obile food iendor tarts that are equipped ·with applimices that produce heat to prepare or 

warm food with the use of charcoal, LP-Gas. butane, or any other flammable liquid. solid, or gas. shall 

comply ·with this section. 

324.2. Permit Required. 

Permits shall be required as et forth in Section 105.5. 

Mayor Breed; Supervisors Peskin, Chan 
BOARD OF SUPERVISORS Page 45 



1 

2 

3 

4 

5 

6 

7 

8 

9 

10 

11 

12 

13 

14 

15 

16 

17 

18 

19 

20 

21 

22 

23 

24 

25 

324.3. Fire Extinguisher. 

Portable fire extinguishers shall be provided in accordance with Section 906. 

324.4. Appliance Connection to Fuel Supply. 

Gas cooking appliances shall be secured in place when connected to a fuel supplv. The 

appliance installed shall be configured in accordance with the manufacturer 's installation instructions. 

Movement of cooking appliances shall be limited by restraining devices. 

324.5. LP-Gas Systems. 

Where LP-Gas provides fuel for cooking appliances, such systems shall comply with hapter 61 

and Section_s 324.5.1 through 324.5.4. 

324.5.1. Maximum Aggregate volume o{LP-Gas. 

The maxinn,hi aggregate capacity of LP-Gas containers. both transported on the food 

preparation cart and used to fi1el the cooking appliances, shall not exceed 20 pounds. 

324.5.2. Protectio11 of Co11tailler. 

LP-Gas containers installed on the exterior or the tnterior a(the cart shall be securely mounted 

and re trained to prevent movement. 

324.5.3. LP-Gas Container Construction. 

LP-Gas containers shall be ,nan.u{actured in compliance with the requirements o{NFPA 58. 

324.5.4. LP-Gas shutoffs. 

LP-Gas appliances shall have the manufacturers appliance control knobs in place per the 

installation instructions. 

324.6. Buteme Fuel Canister Svstems. 

Where butane gas provides fuel for cooking appliances. such sv fems shall compl} 1;11ith Sections 

32-/..6.1 through 324.6.-1-. 

324.6.1. Maximum Aggregate Volume o(Butatle Fuel. 
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The maximum aggregate capacity• of butane canisters on each food preparation cart, including 

those canis-ters stored and those used to fuel the cooking appliance, shall not exceed one (1) pound or 

two (2) canisters. 

324.6.2. Protection o(Buta11e Fuel Canister. 

Butane canisters installed on the interior ofthe vendor cart shall be mounted in a manner to 

prevent the overheating of each canister and the associated appliance. 

324.6.3. Butane Fuel Canister for Applia:t1ce. 

Each butane fuel canister shall be listed for use with the cooking appliance of the same 

manufacturer. 

324.6.4. Butane Fuel Appliance Slzuto{fs. 

Butane fuel appliances shall have the manufacturers ' appliance control knobs installed and 

easily accessible to immediately shut off the fuel per the manufaclurer 's instructions. 

CHAPTER 4. -EMERGENCY PLANNING AND PREPAREDNESS. 

SECTION 403. - EMERGENCY PREPAREDNESS REQUIREMENTS. 

Sections 403.3 through 403.3.1.2 and 403.5 through 403.10.1.6 and 403.10.3 through 403.10.5 

of the International Fire Code and California Fire Code are deleted. 

SECTION 404. - FIRE SAFETY. EVACUATION AND LOCKDOWN PLANS. 

The following two San Francisco Fire Code sections replace the corresponding International 

Fire Code sections: 

404.1. [For SF[ General. 

Where required by Section 403. fire safety and evacuation plans shall complv with Sections 

404.2 through 404.2.2. 

404.2. (For SF/ Co11tents. 
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Fire safety and evacuation plan contents shall be in accordance with Sections 404.2.1 and 

404.2.2. 

The following three San Francisco Fire Code sections replace the corresponding International 

Fire Code sections: 

404.2.3. [For SF/ State of California Requirements. 

Emergency plans and preparedness shall be pro, ided in accordance v1 ith Title 19. California 

Code o(Regulations, and California Health and Safety Code, Section 13220. 

404.2.3.1. (For SF/ Fire Safety Director. 

Owners o(building,s having floors used for human occupancy localed more than 75 feet above 

the lowest level o(Fire Department access are responsible to provide or employ a fire safety director. 

The fire safety director shall possess a current and valid certificate of completion ofan approved fire 

safety director training program. A certificate o[completion shall be valid for not more than five 

404.2.3.2. {For SF/ Emergenq Procedures J11fo.rmatio11 and Emergencv Evacuation Signs. 

Emergency procedures information and emergenc1 evacuation igns required by the California 

Code o(Regu.Lations. Title 19. Section 3. 09. shall complv with San Francisco Fire Department 

Administrative Bulletin 2.11. 

Section 404.4.1 o{the International Fire Code is deleted. 

SECTION 405. - (DELEIED[. 

Section 405 of the International Fire Code is deleted. 

SECTION 406. - (DELETED/. 
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Section 406 of the International Fire Code is deleted 

SECTION 408. - [RESERVED/. 

Section 408 is not f'ound in either the California Fire 0:Jde or the International Fire Code. 

SECTION 409. - FIRE SAFETY INFORMATION DISCLOSURE. 

409.1. Pi,rpose. 

It is the purpose o[Section 409 to reduce the risk off?res to residents b1 requiring owners of 

buildings with three or more dwelling units to disclose fire safetv information to new resident on or 

before thev begin to live in the building and once a year thereafter. 

409.2. Disclosure Req11ireme11ts. 

(a) The following informalion (the "Disclosure information ") shall be disclo, ed in writing lo 

each resident ofan Apartment House a defined in the Housing Code: 

1. The location of all fire extinguishers on the resident 's floor. and the dates oflast 

ervicing: 

2. The location of all emergency exits on the resident's floor. and a statement that 

they must remain unobstructed: 

1. The location o{all fire escapes on the resident ' · floor (if applicable). and th:e 

dates o(last inspection: 

4. The location o(lhe building fire alarm control panel and all manual pull stations 

on. the resident 's floor (i{applicable): 

5. The date when the building fire alarm svstem was last inspected and tested as 

required by Section 907. 8.4 o[this Code. and confirmation that the building /ire alarm 

svstem is UL certificated under Section 907. . 4 of this Code. if applicable: 
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6. Instructions on how to confirm that the smoke alarms are in r1 orkin[[condttion. 

and a statement o(when the smoke alarms we,-e Last replaced: 

7. Instructions on how to confirm that the carbon monoxide detectors are in 

working condition. and·a statement of when the carbon monoxide detectors were last 

replaced: and 

8. The phone number o[lhe appropriate contact within the Fire Department for 

reporting suspected violations of Section 409. 

9. Instructions and website link to access the fire safety training video that the Fire 

department shall _post and maintain on the Internet.; and 

J 0. Instructions in English. Spanish. Chinese. and Filipino directing persons who 

wi h to view general fire safetv giddance in am of these languages to do so on the Fire 

Department 's official website and providing a link to this website. The Fire Department 

shall post uch general fire safetv guidance on its official website not only in En'?lish but 

also in Spcmish, Chinese. and Filipino. Further, to assist owners with providing the 

required instruction in their Disclosure Information. the Fire Department shall post oh 

its website sample instructions in Spanish. Chinese. and Filipino. that owners may copv 

and include in their Disclosure Information. 

The Disclosure Information may also include any other information that would assist a resident 

to escape or prevent a fire in the building. 

(b) The owner o[the .Apartment Hou e or the owner's agent shall provide an oral explanation 

of the Disclosure i nformation to new residents before the new residents commence occupancv in the 

building. a written copy ofthe Disclo ure Information to new residents on or before the commencement 

o f occupancv. and a written copv. updated as appropriate, to all building residents on or before 

Januarv 31 o(each year. 
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(c) The owner o(the Apartment House shall maintain a record ofits cmnpliance with this 

Section 409. 2 by retaining a copy ofthe Disclosure Information for at least two years. An owner's 

failure to maintain such records shall create a rebuttable preswnption that the owner has , iolated this 

Section 409. 2. 

409.3. Postbzg Requireme,zts. 

(a) A sign or sticker hall be affixed at the main point of entry to the Apartment House. or at 

such other location that the Fire .Marshal appro, es in ~ riling. that contains the phone number o(lhe 

owner. property manager. or other person who can give the Fire Department or other building 

inspector prompt access to the building to conduct safety inspection . 

(b) The Department of Building Inspection shall enforce this Section 409.3 pur uant to periodic 

health and safety inspections required by code. 

409.4. Pri11tillg Requirements. 

The Disclosure Information [Section -109. 27 hall be provided in writing. Jfprovided in hard 

copy. it shall be prinied on white paper. 8.5" x 11" (216mm x 279mm). or larger, in no smaller that 10-

point font. 

409.5. Penalties aud Enforcement. 

The Chiefofthe Fire Department (which includes, for purposes ofthis Section 409.5. the 

Chief's designee) shall be responsible for enforcement oft he provisions of Section 409. 

(a) The Fire Chief shall issue a written notice of violation to an owner the Chief determines is 

in violation of Section 409. Violators shall have 30 days from the date of such warnings to correct 

1 iolation(s). 

(b) Where a violation has not been corrected after 30 days from the date o[issuance ofa 

\ii anring, the Fire Chief may assess and collect administrative penalties from the owner for any 

violation o[Section 409 in accordance with Administrative Code Chapter 100. "Procedures Go1 erning 

the Imposition o[Administratn e Fine . " as may be amended from time to time. Chapter l 00. 1;11hich is 
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inco,porated herein in its entirety, shall govern the amount offees cmd the procedures (or imposition. 

en forcement. collection. and administrative review of administrative citations. Each violation of a 

_provision of Section 409 shall constitute a separate violation for purposes of Chapter 100. 

CHAPTER 5. -FIRE SERVICE FEATURES. 

SECTION 503. - FIRE APPARATUS ACCESS ROADS. 

The Following San Francisco section replaces the corresponding International Fire Code 

Section: 

503.2.1. [For SF[Dimensi01zs. Fire apparatus access roads shall have an unobstructed width 

o(not less than 20 feet (6096 mm), exclusive ofshoulders, excepl for approved securitv gates in 

accordance with Section 503. 6, and an unobstructed vertical clearance o(not less than 13 feel. 6 inches 

(4115 mm). The Fire Department shall review proiects impacting street width. and mav request 

greater minimum unobstructed street width or unobstructed vertical clearance on a case-bv-case basis. 

The Following San Francisco Fire Code section replaces the corresponding International Fire 

Code Section: 

503.4. /For SF[ Obstruction o{Fire Apparatus Access Roads. 

Fire apparatus access roads shctll not be obstructed in anv manner. including the parking o[ 

vehicles. Subiecl to Health and Safety Code Sections 13104. 13108. 13114. 189-11.5. and California 

Fire Code Sections 1.11.2 104.1 and 503. the vortion of the sidewalk or median immediatelv adioininr:_ 

and e.,i:.tending into a roadway that has no utilitv pole. street light, street 61rniture. fire hvdrant. trees, 

shrubberv, or other structure or natw·al gro1,11th attached thereto and that has a heighL that does not 

exceed six inches above the roadwav shall not constitute an obstruction of a fire annaratus access road. 

The minimum 'vvidths and clearances established in Section 503.2.1 shall be maintained al all times. Al 
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pro;ects impacting the width of a fire apparatus access road shall be sub;ect to review by the Fire 

Department 

Section 503.4.1 of the International Fire Code is deleted. 

SECTION 504. -ACCESS TO BUILDING OPENINGS AND ROOFS. 

504.2.1. Breakable Window Marki11.g. 

Red reflectors shall be installed to indicate the location of existing breakable, tempered glass 

windo11 s required under previous codes. Reflectors inside buildings hall be at least 1 ~ inches (381 

mm) in the least dimension. They shall be on the glass and ·within 6 inches (15 __ 4 mm) o(a lower 

corner of the pane. Reflectors outside buildings shall be at least 3 inches (762 mm) in the least 

dimension. Thev shall be placed on the wall below the low est window in each vertical line of windows 

containing tempered glass. A 24-inch (609 mm) clear space shall be maintained. around the reflectors. 

5043 .1. Access to Roofs with Doors and Hatches. 

Doors and hatches to a roof must be able to be opened from the inside without the use ofa key, 

code. or any special knoH ledge. Doors mar be locked when approved bv the fire code o[ficial where 

all ofthe following applicable conditions are met: 

I. Doors shall be capable of unlocking upon a signal from a constantly attended onsite 

location. or ftom an approved off-site supervising statir:m staffed by trained personnel. 

2. Doors shall automatically unlock upon loss of electrical power. The locking mechanisms 

shall retract to the unlocked position. 

3. An approved two-way voice communication call box. shall be provided within 5 feel ol each 

locked roof access door connected to a 24-hour staffed location on site with annunciation as ta its 

location. Operating instructions shall be posted above each rn a-way communication call box. When 

approved by the fire code official. two-wav voice communication svstem connected to an o[f-site /acilin 
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may be permitted where means to remotely unlock the access-controlled doors from the oft:site fac.iliTJ 

are provided 

-/.. An approved latching mushroom-.shaped palm button connected to the locked door and 

installed within 5 feet adiacent to each locked roof access door shall be provided to release the-door 

locks when operated bv an individual. The locks shall be reset mam1all) at the door . .Nloun.t palm 

button so that the center line is 48 inches above the fin.ished floor. Provide a sign stating: ' IN CASE 

OF EMERGENCY. PUSH PALM BUITON. DOOR WILL UNLOCK AND SECURITY ALARM WILL 

SOUND." 

504.5. Ide,itificatio,z on Steel Doors. 

When rolling steel shutters or similar steel doors are located on any building or stt·ucture and 

there is no easilv accessible opening giving access to the building or st:ructure withtn 25 feet (7620 mm) 

of the hutter or door. an appro ed marking shall be affixed on the shutter or door designating or 

outlining an area which. when removed bv burning or cutting. ·will give access to locking devices, 

hoisting chains or other devices that control the operation o[the shutter or door. 

SECTION 506. -KEY BOXES. 

506.2.1. Kev Box Installation and Maintenance. 

Ke1 boxes shall be installed and mai,.ztained in accordance with San Francisco Fire Department 

Administrative Bulletin 5. 09. 

SECTION 507. - FIRE PROTECTION WATER SUPPLIES. 

The follo11 ing San Francisco Fire Code section replaces the correspondinglnternational Fire 

Code section: 

507.4. [For SF[ Water Flow and Supplv lnformatio11. 
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The Fire Department will provide water flow and supply information when requested bv the 

applicant. The Department shall assess fees for this service as stated in Section 107.12. The water

flow and supply information provided bv the Fire Department shall be valid for one vear from the date 

the 11 ater flo'),I information form was returned to the applicant to the date o(lhe associated building 

permit application. submittal. 

507.5.3.1. Clear Space Around Underground Emergency Water S11pplv Ta11ks. 

A 5-foot U 524 nun) clear space shall be maintained around the circumference of cistern 

openings. exeept as otherwise required or appr01 ed Access openings shall be on the same urface level 

of cistern. 

The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

507.5.5. (For SF/ Clear space around hydrants. 

A 5-foot (1524 mm) clear space·shall be maintained around the circumference o(fire hvdrants, 

except as olherv, ise required or approved 

507.6. Other Water Supplies. 

Water tanks or pools within. on or about anv building prefni es shall be connected with 

approved 6-inch (152 mm) pipe leading from the bottom of the tank to a point designated by the fi;,e 

code official. Piping for tanks located at or below .grade shall be designed and installed for drafting bv 

Fire Depctrtrnent apparatus. 

Exceptions: 

1. Industrial process water tanks. 

2. Tanks or pools ·with a capacity ofless than 5.000 gallons (94.6 m3). 
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3. Tanks or pool u.sed to suppl1 automatic fire sprinkler svstems. 

4. Water tanks or pools installed in R3 Occupancies. 

507. 7. Auxiliary Water Supply System. 

The requirements for the installation and modification of the Auxiliary Water Supply System 

shall comply with the San Francisco Subdivision Code and any requirements o[the San Francisco 

Public Utilities Commission. 

SECTION 508. - FIRE COMMAND CENTER. 

508.1. 6.1. Local Additional Features. 

The fire command center shall conlain the follo-wing additional features: 

1. The stockofspare sprinklers required byNFPA 13 (2016) . 

2. Permanent signage with the name and telephone number o(th.e applicable elevator sen ice 

company. 

3. Building contact phone numbers. 

4. Utility shut-off location map. 

5. Public address s1 stem instructions. 

6. Smoke control svstem procedures. 

Sprinkler shut-off valve and standpipe isolation valve locations. 

8. EmergenC} evacuation/relocation procedures. location of tenant areas o(refi1g_e. and 

location o[anv tenants requiring evacuation assistance. 

9. Hazardous materials inventorv statement and management plan. when required by the fire 

code official. 

10. Appro, ed fire alarm operational matrix. 
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11. Elevator Fire Recall Kevs. Number of keys available shall be no less than the same number 

o(Fire Recall Kev switches located throughout the building and shall be on separate key rings and be 

determined by the Ftre Code Official. 

508.1.9. Water Protection. 

The fire command center shall have watertight construction to prevent water intrusion from fire 

sprinkler discharge and/or firefighting water on floors above the fire command center. 

SECTION 510. -EMERGENCY RESPONDER RADIO COVERAGE. 

510.1.1. Local Standard for Emergency Responder Radio Coverage. 

The applicable standard for the design, installation. testing, maintenance and use ofEmergencv 

Responders Radio Converge systems shall be NFPA 1225-2022, Chavter 18 and SFFD Administrative 

Bulletin 2.01 . Addendum G. 

510.6.1.1 Emerge11cy Respo11der Commimicatio11 Coverage Sistem Certificaiion (ERRCS) 

Requirefl 

All new Emergency Responder Communication CO\ erage Systems (ERRCS) shall be certificate 

by an organization that is part ofthe Occupational Safety and HealthAdministration Nationally 

Recognized Testing .laboraton Program and per SFFD Administrative Bulletin #3. 04. A document 

attesting to the certification shall be located on or near the EDA annunciator panel. 

510.6.1.2. Certificated Emergency Responder Communication Coverage Sys.fems Installed in 

Existillg B11ildings. 

Building owners are required to obtain a certificate for all existing Emergency Responder 

Communication Coverage Systems from an organization that is part of the Occupational Safety and 
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Health Administration Nationallv Recognized Testing Laboratory Program. A document attesting to , 

the certification shall be located on or near the EDA annunciator panel. Occupancies are required to 

obtain certification. of their existing ERR CS systems as follol1 s: 

1. All high-rise buildings with an existingERRCS systems by June 1. 2023. 

2. All other non-high-rise buildings or structures with existing ERRCS systems by September l, 

SECTION 511. -LOCAL FIRE SAFETY FEATURE REQUIREMENTS. 

511.1. Local Standards for High-Rise Buildings and Tunnels. 

Except as stated in the next paragraph, an approved air replenishment system shall be installed 

in all buildings having floors used for human occupancy located more than 120 feet (_2 860 mm) above 

the lowest level o(Fire Department vehicle access. This requirement shall apply for all buildings 

meeting this definition when the building permit application for construction wa made after March 30. 

2004. 

Exception: All buildings that are covered b this section but that are equipped with a fire 

service access ele, ator (FSAE) pursuant to California Building Code Section 300 are not required to 

install an air replenishment system. 

The air replenishment,svstem will pro, ide a means for firefighters Lo refill air bottles for self:: 

contained breathing apparcttus (SCBA) through a .permanently installed piping distribution system. 

The system shall be tested and maintained in accordance with San Francisco Fire Departme_nt 

Administrative Bulletin 5. 07. 

The fire code official may require an air replenishment svstem be installed in new underground 

transportation or pedestrian tunnels exceeding 300 feet (91 440 mm). 

CHAPTER 6. -BUILDING SERVICES AND SYSTEMS. 
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SECTION 604. -ELEVATOR OPERATION. MAINTENANCE AND FIRE SERVICE 

KEYS. 

604. 5. 5. M aintellance of Elevators. 

At least one passenger elevator shall be maintained in working order and accessible for 

immediate use by the Fire Department at all times. 

The folloi,i ing San Francisco Fire Code section replaces the corresponding California Fire 

Code and International Fire Code Section: 

SECTION 605. - FUEL FIRED APPLIANCES. 

605.4. [For SF[ Fziel Oil Storage Systems. 

Fuel oil storage systems shall be installed in accordance with this code. Tanks and fuel-oil 

piping systems shall be installed in accordance with Chapter 13 o[the California lYlechanical Code. 

605.4.2. {For SF[ Fne.l Oil Storage Inside Buildings. 

Fuel oil storage inside buildings shall comply ·with Section 605.4.2.2 through 605.-1.2.8 or 

Chapler 5 . The cztrrent/J adopted edition o(NFPA 30 and NFPA 37 shall applv lo all fuel-oil systems 

and fuel-oil generators regardless offuel-oil quantitv. The provisions of San Francisco Fire 

Department Administrative Bulletin 2. 0 will applv to all fuel-oil systems and fuel-oil generators 

regardless o(fuel-oil quantity. 

CHAPTER 9. - FIRE-PROTECTION SYSTEMS. 

SECTION 901. - GENERAL. 

9'01.8.3. Subsurface Constructioll. 

Am,1 person performing any subsurface i,i ork in close proximill or adiacent to anv vall e. gate. 

hydrant. main. street cistern. or other part ofthe auxiliary water supply svstem 01igh pressure system), 

any In dranl. hydrant piping. or hydrant gate valve connected to the mains ofthe San Francisco Water 
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Department hall complv with all Fire Department regulations and specifications. which are on file 

with the Department of Public Works Bureau of Engineering. 

SECTION 902. -DEFINITIONS. 

The following definition shall be added to Section 902. 1 o[the California Fire Code: 

[For SFl CERTIFICATED FIRE ALARNJ SYSTElvf is a fire alarm svstem for 11 hich a serially 

numbered certificate has been issued to the property owner b an organization that is part o[the 

Occupational Safety and Health Administration Nationally Recognized Testing Laboratorv Program. 

The certificate is a tool for assuring the reliability offire alarm systems and is the alarm company's 

declaration that the system will be installed. maintained. tested and monitored in accordance with the 

applicable codes and standards. San Francisco Fire Department Administrative Bulletin 3. 03 contains 

details o[the fire alarm certificationprogram. 

SECTION 903. -AUTOMATIC SPRINKLER SYSTEMS. 

Table 903.2.11.6. Add a new line to the Table as follows: 

TABLE 903.2.11.6. - ADDITIONAL REQUIRED FIRE S UPPRESSION SYSTEMS. 

SECTION 

California Building Code. 

Section 3202.3.4 

SUBJECT 

Pedestrian Walkways over Public Streets 

903.3.6.1. Fire Department Hose Connection Type. 

Fire Department Connections (FDC) shall have 3-inch national standard hose threads. 

903.3.10. Installation Personnel Qualifications. 
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Contractors and per onnel installing life safety equipment in San Francisco including but not 

limited to. "Sprinkler systems, standpipes, and other automatic extinguishing svstems must possess a 

1 alid current C-16 {fire protection) contractor license issued by the California Contractors State 

License Board (CA-CSLB). The SFFD does not approve or accept work o[the types listed above 

conducted by persons or companies known not to hold the required license. Employees of companies 

hired to work on these life safety systems are also required to maintain a valid current Fire Sprinkler 

Fitter Certificate (sprinkler/standpipes) issued bv the CA Office o[the State Fire Marshal (CAL

OSFM). 

903.5.1. Testing, and Maintenance Personnel Qualifications. 

Contractors and personnel testing. maintaining, or repairing life safetv equipment in San 

Francisco. including, but not limited to. prinkler systems. standpipes. or other automatic extinguishing 

svstems. ,nus! possess a valid current C-16 (fire protection) contractor license is . ued lJy the California 

Contractors State License Board (CA-CSLB). The SFFD does not approve or accept work o(lhe Qpes 

listed above conducted by persons or companies known not to hold the required license. Emplovees of 

companies hired to l1 ork on these life ·afetv systems are also requtred to maintain a \ a/id current Fire 

Sprinkler Filler Certificate (sprinkler/standpipes) issued b1 the CA Of/ice of the State Fire A!/arshal 

(CAL-OSFNJ). 

SECTION 904. -ALTERNATIVE AUTOMATIC FIRE-EXTINGUISHING SYSTEMS. 

The fo/fo1,1 ing San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

904. 13.5.2. {For SF/ Extinguishing System Service. 

Automatic fire-extinguishing systems shall be serviced at least every 6 months and after 

activation of the svstem. Inspection shall be by qualified individuals per Section 903. 5.1, and the 

owner shall maintain the certificate o(inspection on site for at least 1 year following the inspection. 
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SECTION 905. - STANDPIPE SYSTEMS. 

905.2.1. Local Installation Standard. 

Standpipe svstems shall be installed using 3-inch ( 6.2 mm) national standard hose thread. 

Each standpipe outlet shall be placed to pro1 idea minimum ofsi.x inches on all sides of the handle and 

18 inches on all sides of the outlet or located as approved bv the fire code offlcial. 

The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

905.3.4. (For SF{ Stages. 

Stages greater than 1. 000 square feet in area (93 m2) shall be equipped l1 ith a Class III wet 

tandpipe syste,n with 1-112-inch and 3-inch (38 mm and 76.2 mm) hose c.onnections on each side of 

the stage. 

905.3.12. Buildings witlz Limited Fire Department Access. 

Horizontal and/or vertical Class I standpipe shall be installed and maintained in Ctm building. 

regardless of height. in which. in the opinion of the fire code official, standpipes are necessarv to make 

those connections a\ ailable to firefighters. 

905.4.3. Local Requirement for Location of Class I Standpipe Hose Con11ectio11s. 

There shall be at least one two-11 av outlet abo1 e the roofiine when the roof has a lope o{Zess 

than 4 units vertical in 12 units horizontal (33 . 3% slope). 

SECTION 907. - FIRE ALARM AND DETECTION SYSTEMS. 

907.1.6. I11stallatio11 Perso1111el Qualifications. 

Mayor Breed; Supervisors Peskin, Chan 
BOARD OF SUPERVISORS Page 62 



1 

2 

3 

4 

5 

6 

7 

8 

9 

10 

11 

12 

13 

14 

15 

16 

17 

18 

19 

20 

21 

22 

23 

24 

25 

Contractors installing anv life safetv equipment in San Francisco including. but not lirnited to. 

fire alarms. elevator recall systems. and sprinkler monitoring S)Stems. mus/ po es a valid current C-

10 (electrical) contractor license issued by the California Contraators State License Board (CA -CSLB). 

The SFFD does ,wt approve or accept work oft he tvpes listed above conducted by persons or 

companies known not to hold the required license. Emplovees of companies hired to ·work on life safet 

systems are required to maintain a valid current Electrician Certificate (fire alarms) issued by the CA 

Department o(lndustrial Relation (CA-DIR). 

The following part o(the an Francisco Fire Code section. replace the corresponding parts of 

the Californ ia Fire Code section: 

907.2.9.1 (For SF/ Manual fire alarm system. 

* * * * 
3. The building contains more than 6 dwelling units or sleeping units. 

4. Congregate living facilities or congregate residences three or more stories in height or 

having an occupant load of] 1 or more. 

Exception : 

* * * * 

907.2.11.9. Smoke Alarm Information Disclosure. 

(a) Annual Smoke Alarm Information Notice. On or before January 31. 2017. and on or before 

Janum"V 31 of'each ear thereafter, owners o(a chvelling unit intended for human occupancy in "1 hich 

one or more units is rented or leased shall provide each tenant with a written notice regarding smoke 

alarm requirements on a form provided by the Fire Department. The Fire Department shall develop 

the notice in consultation with the Department of Building Inspection and shall make the notice 

available on its website in English. Spanish. and Chinese. The Fire Department shall update the notice 
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as necessary -from time to time to reflect changes in the law, and the owner shall provide the most 

recent notice to tenants. The notice shall include, but not be limited to. the following information: 

(I) information regarding the importance of maintaining smoke alarms in working 

condition for life safetv; 

(2) a briefsurnmary .o[legal requirements for smoke alarms in dwelling units: 

(3) a statement that the landlord is obligated to provide operable smoke alarms in good 

working condition in the dwelling unit in accordance with the Housing Code and Fire 

Code and the landlord must promptly repair or rep lace inoperable smoke alarms upon 

request: and 

(4) attached as a separate appendix to the notice, a list, to be prepared bv the Rent 

Board oftenants' rights organizations that provide counseling to tenants on issues 

related to fires. and contact information (or those organizations. 

(b) Posting Requirement. For all Apartment Houses as defined in the Housing Code. the 

building owner shall post the notice referenced in subsection (a) in at least one conspicuous location in 

a corrrmon area o(each floor o(the building. 

907.6.4.1.1.1. Local Anm.mciation Requireme11t. 

Building fire alarm systems shall comply with San Francisco Fire Department Administrative 

Bulletins 3.01 and 3.02. 

907.6.4.1.1.2. Graphic Annunciation. 

Graphic annunciation shall be installed H hen required bv the fire code o ffi cial. 

The follow ing part of the San Francisco Fire Code section is added to the corresponding 

California Fire Code section: 

907.6.4.3. (For SF[H ig/1-rise Buildings Zo11ingA 111umciator Pa,ze/. 
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* * * * 
6. Status of emergency equipment su h as the emergencv generator. fire pump, and secondarv 

i-1 ater supply. Shall comply with Sa11 Francisco Fire Department Administrative Bulletin 3.01. 

907. 7.4. Fire Alarm Certification Required. 

Alf. new fire alarm ystems shall be certificated. Fire alarm systems pro, iding service that 

complies with all requirements ofthis code shall be certificated by an organization that is part o{the 

Occupational Safety and Health Administration Nationally Recognized Testing Laboratory Program. A 

document attesting to the certification shall be located on or near the fire alarm svstem control unit or, 

i(no control unit exists, on or near a -/ire alarm system component. 

Exceptions: 

1. Household fire-warning svstems and fire alarm s1stem in one- or two-famil} dwellings or 

thxee-unit apartment houses. 

2. Fire alarm control units whose primary function is to monitor a sprinkler svstern or other 

dedicated function fire alarm svstems. 

The following San Francisco Fire Code section replaces the corresponding California.Fire 

Code section: 

907.8.4. {For SF/ Inspection, Testing. and Maintenance. 

(a) Testing, Inspection and Filing Requirem ents. The building mmer is responsible to maintain 

the fire and life afety systems in an operable condition at all times. The building owner must have the 

svstem(s) tested and inspected every year by service personnel H ho meet the qualification requirements 

o[Section 90 .8.8 and NFPA 2. a amended fi·om time to time. for mainLaining. inspecting; and testing 

o[the s1 stems. 
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(1) Filing Statement of Compliance. With regard to fire alarm sy tem.s in Aparhnent Houses. as 

defined in the Housing Code, the building owner shall file a Statement of Compliance with this annual 

testing and inspection requirement w ith the Fire Department. on a form prm ided bv the Fire 

Department. in accordance with the following schedule: (A) for buildings with nine or more units. on 

or before January 31. 2017. and thereafter on or before Januarv 31 of each odd-numbered year. 

and(B) for buildings with less than 9 nine units, on or before January 31, 2018. and thereafter on or 

before January 31 of each even- numbered year. The Fire Department shall consult with the 

Department o f Building Inspection in developing the Statement of Compliance form. The Fire 

Department shall post all Statements of Compliance it receives on a City website maintained bv the 

Fire Department no later than 60 days from Januarv 31 each vear. 

(2) Posting Statement of Compliance in Common Area. In addition to filtng the Statement of 

Compliance. the building owner shall post a copv of the most recently filed Statement of Compliance in 

at least one conspicuous location in a common area of each floor oft he building or. i{no such common 

area(s) exist. the building 0 1i1 ner shall pro1 ide a cop1 to each residential tenant in the building. The 

buildi:ng owner shall comply with this requirement no later than 60 davs from the date offUin.g ofthe 

Statement of C ompl lance. 

(3) Enforcement. For purposes of enforcement olthis subsection (a). the Fire Departlnent shall 

be responsible onlv for posting the Statement o{Cornpliance forms on the City i,,vehsite. and the Fire 

Department and/or the Department of Building Inspection shalt respond to any complaint received by 

the respecti1 e department pertaining to compliance with this subsection in the case oft he Fire 

Department. or compliance with Section 908 o( the Housing Code in the case of'the D epartment of 

Building Inspection. The Departments may also enforce these requirements pursuant to periodic health 

and safety inspections required by code. 
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(b) Recordkeeping. The building owner shall maintain written records o[inspection and 

testing. as specified in NFP A 72. as amended from time to time, until the next test and for one vear 

thereafter. 

(c) Sticker. The building Ol'1 ner shall place, or shall cause sen ice personnel to place, a sticker 

on the exterior o[the fire alarm control panel cover that includes the company name, phone number, 

Cl O license number. the type o[lasl inspection or test. technician name (printed and Legible), and the 

date ofservice. 

907.8.6. Certificated Fire Alarm Systems for Existing B11ildi11gs. 

Existing buildings are required to hen e certificated fire alarm systems in ciccordance with San 

Francisco Fire Department Administrati, e Bulletin 3. 03. 

907.8. 7. Reporting o{Fire Alarm System Operational Afatrix. 

All fire alarm inspection and te ting reports for high-rise buildings hall clearly late how the 

fire alarm svstem 's mat:rix ·wa designed and approved to operate. The report shall indicate if the 

system is designed as a Full Evacuation Sl stem (all floors are notified and shall evacuate). a Partial 

E, acuation System (only some floors are notified of the alarm and mun e1 acuate). or as a Relocation 

Svstem (only ome floors are notified and asked to relocate to another floor within the sa111e building). 

The report shall indicate which floors are designed for the ·full evacuation ofoccupan:ts and on which 

floors the occupant. shall relocate to another floor. High-rise evacuation and relocation procedures 

shall comply 11 ifh San Francisco Fire Department Administrative Bulletin 3. 05. 

907.8.8. I11spection, Testing. and Maintenance Perso1111el Ouali(ications. 

Personnel inspecting. repairing. or testing anv life safety equipment in San Francisco including. 

but not limited to. fire alarms. elevator recall systems. and sprinkler monitoring svstem . must possess 

a, alid current C-10 (electrical) contractor license issued by the California Contractors State License 

Board (CA-CSLB). The SFFD does not appro, e or accept ·work ofthe f) pes listed abo e conducted by 
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persons or companies known not to hold the required license. Employees of companies hired lo work 

on life safeD~ systems are also required to maintain a valid current Electrician Certificate (fire alarms) 

issued by the CA Department o(Jndustrial Relations (CA-DIR) 

SECTION 909. - SMOKE CONTROL SYSTEMS. 

The following San Francisco Fire Code section replaces the corresponding California Fire 

Code and International Fire Code sections: 

909.4. (For SF/Analysis. 

A rational analysis supporting the types of smoke control systems to be employed, the methods 

of their operation , the svstems upporting them. and the methods of construction to be utilized. shall 

accompany the construction documents submission and include, but not be lirnited lo, the items 

described in Sections 909.4.l through 909.4.8. 

909.4.8. Active and Passive Zones. 

The design o(the smoke control S)IStem m© incorporate rooms or areas de ignated as either 

actil e zones 01- passi:ve zones. A passive zone shall be defined as any room/area that uses 

compartmentation only to p,:evenl smoke migration and does not utilize the methods prescribed under 

Sections 906, 90 , and 908. An aclil e zone shall be defined as any room/area that uses any o(the 

methods prescribed under Sections 906, 90 , and 908. Passive zones shall be enclosed bv snioke 

barriers or smoke partitions unless the analysis required by Section 909.4 provides technical 

justification for the omis ion of smoke barriers and/or smoke partitions. The fire code official may 

require a tenabilitv anal vs is where the de ign of the smoke control system incorporates passi11e _ones in 

rooms/areas that would normally be designed as active zones, or where a building that is required to 

be protected by a smoke control svstem complving with Section 909 is designed with most ot all 

rooms/areas arranged as passb e -ones. The tenabiHty analysis shall demonstrate that tenabilin. is 
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maintained within the means of egress and ·within zones other than the zone of fire origin for the 

duration requited b, Section 909.4. 6. 

SECTION 912. - FIRE DEPARTMENT CONNECTIONS. 

912.8. Number of connectio,rs required. 

Sprinkler systems requiring a 4-inch O O I. 6 mm) or larger water service shall have two or more 

inlet connections as necessary to meet hydraulic detnand 

SECTION 913. -FIRE PUMPS. 

913.2.3. Integrity ofthe tire pump room. 

The integrity of the fire pump room shall not be compromised. All non-fire pump related 

equipment. piping, drains, electrical equipment, and electrical services shall not be routed through or 

located within the fire pump room. Examples include, but are not limited to: 

1. Non-fire water system piping 

2. Dorn.esticwater equipment and piping 

3. Drain piping 

4. HVAC equipment. ducts, fans, and piping 

5. Boilers or furnaces, fi-tel equipment. and piping (unless feeding a diesel fire pump motor) 

6. Electrical equipment and service (e.g. transforme·rs and switchgear) 

SECTION 914. - FIRE PROTECTION BASED ON SPECIAL DETAILED 

REQUIREMENTS OF USE AND OCCUPANCY. 

The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

914.3.1.1. (For SF/Number o[Sprinkler System Risers and System Design. 
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Each zone of any sprinkler system shall connect to at least two risers on each floor. Hydraulic 

calculations shall be based solely on the riser with the greatest hydraulic demand. 

914.3.1.2.2. Fi.re pump drives. 

The drive for each pump (including power sources. power supplv lines. motors or engine . fuel 

supplie , and controllers) shall be independent o[the drive for any other pump. 

914.3.1.3. Fire Department Conllections. 

A Fire Department connection. shall be located on each side ofa building thatfr·onts a street, 

and shall provide four inlets for each cennection. 

914.3.2.1. Integrity offire water storage tank. 

The integrity of'any fire water storage tank shall not be compromised. Any non-fire l-vater 

related system piping. electrical wiring. or drain piping shall not be routed through or located within a 

fire water storage tank. Examples in.elude. but are not limited to: 

1. Domestic water lines 

2. Sanitary sewer lines 

3. Electrical conduit 

914.3.2.2. Tank overflo w line and draill lille routing. 

Am lank overflow line or drain line shall be routed to a remote drain that is designed to handle 

the maximum flow without flooding or damaging the fire pump room, its equipment. or any other room 

tn the building. The routing hall not be located in a fire pump room. 

914.3.2.2.1. Drain ejector pumps (Sump Pumps). 

Drain eieclor pumps shall be permitted to manage fire wetter tank overflow. E;ector pumps are 

only to be used when gravitv drainage is not available (CPC 709. 1 ). Where overflow lines route to a 

drain-e;ector pwng. the following shall appL : 

1. Redundant or backup drain eiector pump(s) shall be provided. 
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2. All drain eiector pumps shall be installed in a remote location approved by the Fire 

Department and shall not be located inside or near a fire pump room. 

3. All drain eiector pumps shall be sized and rated for the maximum fill flow rate of the water 

tank. 

4. All drain eiector pumps shall be provided with approved emergency/standby power._ 

5. All drain eiector pumps shall discharge to a safe location that will not sub;ect any portion of 

the building to flooding. 

914.12. Piers. 

Group A and F occupancies located on piers o(combustible construction shall be protected by 

approved automatic sprinkler systems. 

CHAPTER JO. -MEANS OF EGRESS. 

SECTION 1010. -DOORS, GATES AND TURNSTILES. 

The following part of the San Francisco Fire Code section replaces the corresponding part of 

the California Fire Code section: 

10 I 0.1.2. /For SF[ Door Swi11g. 

* * * * 
Exceptions.-

* * * * 
6. In other than Group A. E. H. I. R. and high-rise building occupancies. special purpose 

horizontal sliding. accordion. or folding door assemblies complving with Section 1010.3.3. 

* * * * 
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The following part ofthe an Francisco Fi.re Code section replaces the corresponding part of" 

the California Fire Code section: 

1010.3.3. (For SF[ Special Purpose Horiwntal Sliding Door, Accordion, or Folding Doors. 

In other than Group A. E. H. 1 R. and high-rise building occupancies. special purpose 

horizontal sliding, accordion, or folding door assemblies permitted to be a component of a means of 

egress in accordance with Exception 6 of Section 1010.1.2 shall comply with all o(the following 

criteria: 

* * * * 

SECTION 1013. -EXIT SIGNS. 

The following part ofthe San Francisco Fire Code section adds to the corresponding California 

Fire Code section: 

1013.1. (For SF/ Where required. 

* * * * 
Exceptions: 

* * * * 
6. Doorwavs or other openings leading to a fire escape. excep1 within indhidual dwelling 

units. shall be provided with a sign reading ' FIRE ESCAPE " in Letters not le s than 6 inches (1 52 mm) 

high. in high contrast with the background. 

SECTION 1031. -EMERGENCY ESCAPE AND RESCUE. 

1031.2.2. Direct Access to Public Way. 

When buildings are constructed on lot lines. an emergency escape and rescue egress may pass 

through the building via an exit passageway (per SFFC Section 1024) with approval from the AHJ. 

The exit passageway shall be an independent exit access path to the public way fi·om the building units. 

Mayor Breed; Supervisors Peskin, Chan 
BOARD OF SUPERVISORS Page 7 



1 

2 

3 

4 

5 

6 

7 

8 

9 

10 

11 

12 

13 

14 

15 

16 

17 

18 

19 

20 

21 

22 

23 

24 

25 

SECTION 1032. -MAINTENANCE OF THE MEANS OF EGRESS. 

1032.2.1.4. Fire Escape Obstructions. 

Fire escapes and related balconies, ladders. landings. and operating devices shall not be 

obstructed in any manner. No ob;ect shall be stored on or attached to a fire escape without the 

approval of the fire code official. Fire escapes shall not be located beyond a locked door or room that 

restricts immediate access to the fire escape from the corridor. 

Exception: These restrictions shall not apply to a building in which every dwelling or 

commercial space within the building has irmnediate access to a fire escape 1;1 ithout exiting the 

dwelling or space and entering the corridor. 

CHAPTER 11. - CONSTRUCTION REQUIREMENTS FOR EXISTING BUILDINGS. 

SECTION 1101.-(DELETED/. 

Section J lOl of the International Fire Code is deleted 

SECTION 1103. -FIRE SAFETY REQUIREMENTS FOR EXISTING BUILDINGS. 

Sections 1103.1 through J 103. I. l o{the International Fire Code are deleted. 

Sections 1103 . .:f. through 1103. 4 . .10 of the International Fire Code are deleted. 

The following San Francisco Fire Code section replaces the corresponding International Fire 

Code section: 

1103.5. [For SF(Sprinkler Si.•stems. 

An automatic sprinkler s1 stem shall be provided and maintained in accordance with Sections 

1103.5.1 . .1103.5.2. and l 103.5.4. 
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The following San Francisco Fire Code section replaces the corresponding International Fire 

Code section: 

1103.5.1. (For SF/Automatic Sprinkler System for Existing SRO Hotel Buildings. 

Every residential hdtel building existing on October 16. 2001. that contains twenty (20) or more 

guest rooms. as defined in the California Building Code. shall provide and maintain an automatic 

sprinkler system installed to comply with San Francisco Ordinance 170-02 throughout the residential 

occupancy, including accessory areas. For purposes of this section, "Residential Hotel" means each 

and e, e1y hotel for which a Certificate of Use for anv residential units has been issued pursuant to San 

Francisco Administrative Code Chapter 41. Any Residential Hotel that does not maintain an installed 

automatic sprinkler system throughout the residential occupancy is out o(complian.ce and subject to 

immediate code enforcement action. The owner shall maintain the sprinkler system in accordance ·with 

Title 19 ofthe California Code of Regulations. 

The following San Francisco Fire Code section replaces the corresponding international Ftre 

Code section: 

1103.5.2. (For SF/Automatic Sprinkler Svstem for Existing Hotels. 

All hotels described in San Francisco Ordinance 319-86 shall maintain an automatic sprinkler 

system installed lo comply with San Francisco Ordtnance 319-86 throughout all comm.on area o{lhe 

hotel. Anv existing hotel that does not provide an automatic sprinkler system in accordance l-1 ith the 

ordinance is out of compliance and subiect to immediate code enforcement action. The owner shall 

maintain the sprinkler svstem in accordance with Title 19 o(the California Code of Regulations. 

Section 1103.5.3 from the Internatio,tal Fire Code is deleted. 
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The following San Francisco Fire Code section replaces the corresponding international Fire 

Code section: 

1103.5.4. {For SF/Automatic Sprinkler System for Existing High-Rise Buildi11gs. 

All existing residential high-rise buildings shall be equipped ·with an automatic sprinkler system 

in accordance v. ilh Section 903. 3. I. I where any of the following conditions applv: 

1. The high-rise building ha.s an occupied floor located more than 120 feet (36 5 76 mm) above 

the lowest level of fire department vehicle access. 

2. The high-rise building has occupied floors located more than 75 feet (22 860 mm) and not 

more than 120 feet (36 576 mm) above the lowest level offire department vehicle access. and the 

building does not have at least two interior exit stairways complying with Section 1104.10 that are 

separated from the building interior by fire assemblies having a fire resistance rating of not less than 2 

hours with opening protection in accordance with Table 716.1 (2) of the California Building Code. 

3. The high-rise building has occupied floors located more than 75 /eel (22 860 mm) and no/. 

more than 120 feet (36 576 mm) above the lowest level offire department vehicle access. and the 

building does not have a fire alarm system that includes smoke detection in mechanical equipment, 

electric:al. transformer. telephone equipment and similar rooms: corridors: elevalor lobbies: and at 

doors penetrating interior exit stairway enclosures. 

Existing high-rise buildings that are also qualified historical buildings as defined in California 

Health and Safen Code Section 18950 shall be provided with an approved automatic fire sprinkler 

system when and as required by the State Historical Building Code. 

Exceptions: 

1. Apartment houses. condominiums. or other Residential Group R-2 Occupancies (classified 

as R-1 prior to 2008). until January 1. 2033. when this exception expires. 

2. A mixed-use occupancy building containing a Residential Group R-2 Occupancy (classified 

as R-1 prior to 2008). until January 1. 2033. when this exception expires. 
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Any existing high-rise not exempted fi·om this section that does not provide an automatic 

sprinkler system throughout the residential occupancy is out of compliance and sub;ect to immediate 

code enforcement action. The owner shall maintain the sprinkler system in accordance with Title 19 of 

the California Code o(Regulations. 

1103.5.4.1. Additional Requirements. 

The following additional requirements shall apply: 

1. Valves and devices. A sprinkler control valve and a water(fow detecting device shall be 

provided at the lateral connection ro the risr;r for each floor. 

2. Monitoring. A supervison1 signal shall be provided to indicate a condition that 11rill impair 

the satisfactory operation o(the sprinkler svstem. This shall include, but not be limited to, monitoring 

control valves. fire pump power supplies. and pump running conditions. Such signals shall be 

monitored in accordance l-1 ith California Fire Code Section 903. 4.1 and NFP A 72. 

3. Water supply. The minimum 1i1 ater siipph requirement for the sprinkler ,shall be determined 

11 ithout regard to inside hose stream demand. 

4. Standpipe conversion. £-y;isting standpipes mav be converted lo sprinkler risers. provided 

that they are hvdrostatically tested for two hour at not less than 50 ps.i {345 Pa) in excess ofthe 

maximum pressure to be maintained in the svslem. Standpipe hose connection(s) shall be provided per 

NFPA.14. 

5. Supports. Additional hangers. braces, restraints. or other attachments for support of 

existing standpipes (which have been converted) shall be provided i[thev are neoessarv to meet the 

requirements o(NFPA 13. The installation o(addttional flexible fittings in such risers is not required. 

1105.5.4.2. Permissible Omissions. 
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The following features required in new high-rise buildings are not required in systems installed 

under the provisions of this section: 

1. Redundant -/ire pump; 

2. Two-hour rated fire pump room: 

3. Secondarv on-site supply of water: 

4. Water suppl fj-om rn o underground water lines; 

5. Connection of the system to two risers on each floor. Hvdraulic calculations mav consider 

all risers in service. 

See California Fire Code Section 903. 3. 1 .1.1 for additional permissible sprinkler omissions. 

1103.5.4.3. Notificatio11. 

Not later than 120 d.avs following the effective date of these requirements. the Fire Official shall 

notify in writing by certified mail the 01>1 ner of each building within the cope oft his section. The 

notice shall contain a copv of this section and a commentarv on it. 

1103.5.4.3.J. Deferred Notice. 

If a building with.in the scope of this section is not discovered bv the Fire Official until after the 

deadline for notification. the building owner shall be notified within 30 dais o[such disco ery. 

Failure to receive notification does not exempt a building owner fi·om compliance l1 ith this 

section. 

1103.5.4.3.2. Compliance Schedule. 

Building owners shall file a compliance schedule with the fire code official not later than 365 

davs after receipt ofa written notice. The compliance chedule shall not exceed M 12 yem·s for 

completion ofthe automatic sprinkler system retrofit. 
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1103.5.4.4. Authority o(Fire Official. 

The Fire Marshal may approve modifications and alternate methods and materials when it is 

clearly evident that a reasonable degree of.fire safety is provided. In such cases, the Fire Marshal 

I . Consider alternative protection based on natiOnally recognized standards, principles. and 

tests. and generally recognized and well-established methods offi.re prolection: 

2. Wail e specific individual requirements ifit can be shown that such requirements are not 

physically possible. require disproportionate effort. or pose an undue hardship with little increase in 

life safet;y and that a practical alternate cannot be provided; and 

3. Grant necessary extensions of time when it can be sho"M n that the specific time pertods are 

not phvsicalli practical or pose an undue hardship. The granting ofan extension o(time for 

compliance may be approved bv the Fire Marshal based on the showing of'good cause and on approval 

of an acceptable. systematic. progressive plan of correction. 

1103.5.4.5. lmplementatiou. 

The requirements stated in Section 1103.5.4 shail be accomplished b1 the (allowing sleps. 

Failure to complete anv step within the required lime 'frame is a violation of this code. and the Fire 

Official shall have the power in such a case to abale the buildi:ng in accordance ·with San Francisco 

Fire Code Section 112. 4-112. 4. 5. 

1103.5.4.5.1. Step 1. Permit Application. 

The OH ner shall submit professionally designed sprinkler S} stem drcrn ings and a permit 

application to the Department o(Building Inspection not later than three four vears after the effecti, e 

date of this requirement. 
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1103.5.4.5.2. Step 2. Water supph. 

The owner shall install the system riser, includingfloor-control wlves, and shall connect it to 

the approved automatic water supply not later than SH eight years after the effecti, e date o(these 

requirements. For purposes o[this section. an automatic water upPl1 shall consist of a connection to 

the public ·water svstem and. i[required bv hvdraulic analysis. installation o(a fii·e pump. Owner shall 

also provide a Fire Department Connection. 

1103.5.4.5.3. Step 3. Piping, sprinklers, and monitoring. 

The owner shall complete the sprinkler system. including required electrical monitoring. not 

later than /:en 12 vears after the effective date of these requirements. 

1103.5.4.5.4. Fire Alarm Requirements. 

The installation of all fire alarm equipment shall be in accordance with the San Francisco Fire 

Code, San. Francisco Electrical Code. and NFPA 72. 

Sections 1103.7.1 and 1103.7.2 of the International Fire Code are deleted 

Sections 1103.7.4 through 1103. 7.5.2.1 ofthe International Fire Code are deleted 

1103. 7. 6.1. Sleeping Area Requirements. 

For all buildings that are required to have a flre alarm sv tem under this Code Section 

1103. 7.6. pei·taining to Group R-2 occupancies. the Building Code. the Housing Code, or any other 

law. the building owner shall upgrade the fire alarm system. ifnecessarv. to comply with the sound 

level requirement for sleeping areas et forth in Section J 8. 4. 5.1 o(NFPA 2 (2011 edition.). a 
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amended ·from time to time. upon either (a) completion of work under a building permit with a cost of 

construction of$99,000 or more, (b) July 1. 2023, whichever occurs first. 

Exception. Subsection 50J.6(a) shall not applv to mandato1y seismic strengthening alterations 

being performed pursuant to Chapter 5E ofthi Code. or to transient Hotels within the Residential 

Group R-1 Occupancv Classification o(Section 310.2 ofthe Building Code. 

1103. 7.1 0. Certificated Fire Alarm Svstems for Existing Buildillgs. 

The fire code officicd may requi1·e owners to obtatn a certificate for existing fire alarm svstems 

in accordance with San Franci co Fire Department Administrative Bulletin 3. 03. 

SECTION 1104. -MEANS OF EGRESS FOR EXISTING BUILDINGS. 

Sections 1104 through 1 J 0.:/.15 and 1 I 0.:/.1 through 1104. 2 5 o[the International Fire Code are 

deleted. 

The follo» ing San Francisco Fire Code section replaces the con·esponding International Fire 

Code section: 

1104.16.5. (For SF/Materials and Strength. 

Components o(fire escape stairv1 ays shall be constructed of non-combustible materials. Fire 

escape stairwavs and balconies shall support the dead load plu a live load as per design when 

installed. I[the original structural design calculations are unavailable. then a registered design 

professional shall determine the structural adequacy ofexi tingfire escape stairways and balconies. 

17~e following San Francisco Fire Code section replaces the con-esponding lnternarional Fire 

Code section: 

1104.16.5.1. [For SFl Examination. 
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All fire escape stairways and balconies shall be exam'tn.ed for tructural adequaq and sa(etv in 

accordance with Section 1104.16. 5 by a registered design professional or others acceptable to the fire 

code official every 5 years, or more (requentlv as requested by the fire code official. The inspection 

report shall be maintained on site and shall be made immediately available for review upon request bv 

the fire code official. 

SECTION 1105. -(DELETED/. 

Section 1105 o[the International Fire Code is deleted. 

SECTION 1106. - [DELETED[. 

Section 1106 of the f nlernational Fire Code is deleted. 

CHAPTER 33. -FIRE SAFETY DURING CONSTRUCTION AND DEMOLITION. 

SECTION 3303. - OWNER'S RESPONSI.BILITY FOR FIRE PROTECTION. 

3303.J 1. Temporary Wireless Detection and Notificatio11 Svstem for Buildings Under 

Construction. 

Wood-frame buildings in compliance with San Francisco Depattmenl o[Building Inspection 's 

Bulletin FS-04 shall be provided with an appro ed temporary wireless detection and notification 

systmn The temporarv svstem shall be removed upon acceptance o(lhe permitted building Fire Alarm 

system. 

CHAPTER 35. - HOT WORK. 

SECTION 3511. -HOT WORK ON PIERS. 

3511.1. Scope. 
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Butning or hot work conducted on marine terminals, piers. and wharves or moored vessels 

shall be in accordance with this section. 

3511.2. Repairs 011 Vessels. 

An applicant for a permit Lo perform hot work on a vessel shall provide a copv of a lvfarine 

hemist'.s Certificate authorizing hot ·work with the permit application. !fa permit is issued the permit 

holder shall post a copy o(the Certificate in a conspicuous place near the gangway of the vessel under 

repair. The permit holder shall perform all work in accordance with NFPA 306, Control of Gas 

Hazw·ds on essels. Hot work is prohibited while a vessel is fueling. loading or unloading hazardous 

materials. or vhen Class 'A, , or 'B " expLo -tves are on board or :within 100 feet (30 480 mm) o(the 

vessel. 

35113. Repairs on Piers. 

Hot work is prohibited at mm·ine terminals and on piers. wharves. or moored vessels under any 

o(the following conditions: 

1. Duting gas freeing operations: 

2. Within 100 feet (30 -1.80 mm) of bulk cargo operations involving the loading or unloading of 

flammable or combustible material.s: 

3. Within 100 feet (30 480 mm) offueling (bunkering) operations: and 

4. Within 100 feet (30 480 mm) o(explosn e or 50 feet (15 240 mm) of other hazardous 

materials. 

3511.4. Requirements for Hot Work. 

Any person performing hot ·work shall perform the work in compliance 1'1 ith this code and the 

regulations o(the U.S. Department o(Transportation, US. Department o(Labor. and US. Coast 

Guard. 

CHAPTER 56. - EXPLOSIVES AND FIREWORKS. 
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SECTION 5601. - GENERAL. 

The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

5601.2. {For SF/ Permit Required for Explosives, Explosive Materials, Fireworks, and 

Pvrotech n ics. 

No person may manufacture. assemble, test, use, possess, handle, store, or sell explosives. 

explosive materials. fireworks. and pyrotechnic materials within the City and County unless the person 

has obtained a permit from the fire code official. 

The following San Francisco Fire Code section replaces the corresponding California Fire 

Code section: 

5601.2.4. {For SF/ Fillancial Respo1Zsibility and Insurance. 

Before a permit is issued to use explosi1 es. explosive materials. fire1;1 arks. or pyrotechnic 

special effects, the applicant shall submit to the fire code official a certificate evidencing Commercial 

General Liabilitv insurance with limits not less than $1,000.000 each occurrence. $2.000.000 general 

aggregate. combined single limit for bodily init,n and propertv damage, including coverage .for 

Contractual Liability. independent contractors, Explosion, Collapse, and Undergrozmd (XCU). 

Personal mjwy. Broadfonn Propertv Damage. products, and completed operations, along 11 ith an 

additional -insured endorsement naming the City and County o(San Francisco. its officers. agents and 

employees as an additional insured. The insurance policv and endor ement shall be a-om an insurer 

approved b the City s Risk Manager and in a form approved bv the Risk 1anager. In consultation 

with the Risk lvlanager, the fire code official may specify a greater or lesser amount (or the policy 

when. in the fire code official's opinion, conditions at the location of use indicate a greater or lesser 

amount is required 

Exception: Go, ernment entities are exempt fi·om this requirement. 
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CHAPTER 80. - REFERENCED STANDARDS. 

The f'ollowingstandard'> shall be added to the International Fire Code and California Fire 

NFPA 1225-2022 Emergencv Services Commtmications. 

Chapter 18 only. 

UL2525 Two-Wav Enierge11cv Communications System for Rescue Assistance. 

CHAPTER 81. -PARKING LOTS AND GARAGES. 

This Chapter does not exist in the California Fire Code or International Fire Code. 

SECTION 8101. -SCOPE. 

Premises used for parking of motor vehicles and classified as Group S, Division 2 occupancies 

or as a parking lot shall be in accordance with Chapter J. See the Building ode for construction 

requirements. Garages used to service or repair motor vehicles shall complv H ith Chapter 23. 

SECTION 8102. - DEFINITIONS. 

PARKING LOTS AND GARAGES are lots and garages where the operator charges a fee for 

the storage of motor vehicles. Parking lots shall include those premises that are open to the sky. 

SECTION 8103. -GENERAL REQUIREMENTS. 

8103.1. Aisles. 

A parking lot or garage shall include at least one aisle with a minimum width of30 inches (762 

mm) and arranged to provide access to all portions of the parking lot or garage. 
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8103.2. Exit Width. 

Vehicle exits and entrances shall be at least 15 feet (4572 mm) wide. 

8103.3. Vehicle Barriers. 

The operator ofa parking lot or garage shall install app,·oved vehicle barrier to prevent 

encroachment on any public right @f way and to prevent damage to adiointng propertv. 

8103.4. Illumination. 

The operator ofa parking lot shall ill um.in ale the entire lot with light having intensity of not less 

than J foot-candle .(10.76 lx) at the pen ement. 

8103.5. Sig11. 

The operator ofam unattended parking lot shall post a sign in a conspicuous location, statirzg 

the name and telephone number o(the operator. 

8103.6. Vehicle Servicing. 

Service or repair of motor vehicles is prohibited in parking lots. 

APPENDIX D. - FIRE APPARATUS ACCESS ROADS. 

Section DJ 05. 2 of the International Fire Code is deleted. 

APPENDIX M. -HIGH-RISE BUILDINGS -RETROACTIVE AUTOMATIC SPRINKLER 

REQUIREMENT. 

Appendix M of the International Fire Code is deleted. 

Section 5. Effective and Operative Dates. 

(a) This ordinance shall become effective 30 days after enactment. Enactment occurs 

when the Mayor signs the ordinance, the Mayor returns the ordinance unsigned or does not 
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sign the ordinance within ten days of receiving it, or the Board of Supervisors overrides the 

Mayor's veto of the ordinance. 

(b) The operative date of Section 4 of this ordinance shall be January 1, 2023, 

consistent with the operative date of the 2022 California Fire Code, or the effective date of this 

ordinance, whichever is later. 

Section 6. Transmittal to State Authorities. 

Upon enactment of this ordinance, the Clerk of the Board of Supervisors is hereby 

directed to transmit this ordinance, including Exhibit A, to the California Building Standards 

Commission and the State Fire Marshal for filing, pursuant to the applicable provisions of 

California law. 

APPROVED AS TO FORM : 
DAVID CHIU, City Attorney 

By: /s/ Zachary Porianda 
ZACHARY PORIANDA 
Deputy City Attorney 

n :\legana\as2022\2300085\016427 49.docx 
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