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FILE NO. 160294 ORDINANCE NO. 

1 [Health Code - Public Water System Cross-Connection Control and Backflow 
Prevention] 

2 

3 Ordinance amending the Health Code to regulate cross-connection and backflow 

4 prevention requirements to protect the public water system by replacing obsolete 

5 requirements with requirements consistent with current state and federal drinking water 

6 quality laws; by reorganizing, updating, and clarifying procedures for implementing 

7 such requirements; and by authorizing remedies and penalties for violations and 

8 providing enforcement criteria and procedures; and affirming the Planning 

9 Department's determination under the California Environmental Quality Act. 

10 

11 

12 

13 

14 

15 

16 

NOTE: Unchanged Code text and uncodified text are in plain Arial font. 
Additions to Codes are in single-underline italics Times New Roman font. 
Deletions to Codes are in strikethrough italics Times }kw Roman font. 
Board amendment additions are in double-underlined Arial font. 
Board amendment deletions are in strikethrough Arial font. 
Asterisks (* * * *) indicate the omission of unchanged Code 
subsections or parts of tables. 

Be it ordained by the People of the City and County of San Francisco: 

17 Section 1 . Environmental Findings. The Planning Department has determined that the 

18 actions contemplated in this ordinance comply with the California Environmental Quality Act 

19 (California Public Resources Code Section 21000, et seq.). Said determination is on file with 

20 the Clerk of the Board of Supervisors in File No. 160294 and is incorporated herein by 

21 reference. The Board affirms this determination. 

22 

23 Section 2. The Health Code is hereby amended by deleting Sections 750-761 (while 

24 retaining Article 12A and its title, "Backflow Prevention"), as follows: 

25 SEC. 750. PURPOSEA1VD FINDINGS. 
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1 The pUlpose of this Article is to establish requirements for backjlow prevention to supplement 

2 those imposed by the State pursuant to Title 17, Sections 7583 et seq. of the California Administrative 

3 Code. California Administrative Code Section 7583 e;epressly authorizes local governments to establish 

4 more stringel'lt requiremel'lts ·where local conditions so warrant. The Board ofSupervisorsfinds and 

5 declares that the danger~ to public health andsafetyposed by the existing andpotential contamination 

6 of the drinking water supply in San Francisco ·warrant the imposition of local standards in excess of 

7 those required under State law. 

8 SEC. 751. DEFL7VITI01VS. 

9 The following definitions shall apply to this Article. 

10 1. "Backflo1P 11 shall mean the flow, from any source or sources, o.f'.t'ater which is ofunknovm 

11 or questionable safety for human consumption or other liquids, gases, mixtures or other substances into 

12 the potable water distribution system. 

13 2. "Bacleflowprevel'ltiol'l device" shall meal'l any effective device, means, method, or 

14 construction used to prevent the bacleflo',11 ofsubstances into the potable water distribution system, 

15 which has been previo·usly approved/or use by the Cross Connection Control Committee, as that body 

16 is defined in this Article, and shall pass all initial testing procedures at the time of installation. 

17 3. "Certified tester'' shall mean any person, whether privately employed or in the employ of 

18 the City and County, 'rt-'ho holds a valid Department of Public Health certificate to test bacleflew 

1 9 prevention de'~ices. 

20 4. "Cross connection" shall mean any actual or potential connection between anypart ofa 

21 water system used or intended to supply water for drinkingpurposes and any source or system 

22 containing ·water which is not or cannot be approved as safe, wholesome andpotable for humal'l 

23 consumption or any other substance. Temporary or permanent de-vices through ·which, or because of 

24 which, backjlow could occur are also considered to be cross connections. 

25 5. "Cross connection control device" shall mean an approved bacleflowprevention device. 
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1 6. "Department of Public Health" shall mean the San Francisco Department o.f Public 

2 Health. 

3 7. "Department of Public W-0rks" shall mean the San Francisco Department of Public 

4 W-0rks. 

5 8. "In house hautrd" shall mean a cross connection rvithin a water consumer's premises. 

6 9. · "WTtter Department" shall mean the San Francisco Water Department. 

7 SEC. 752. CROSS COAWECTI-01\T COlVTROL COAflfff!ITEE ESTABLISH~ 

8 There is hereby created a Cross Connection Control Committee of the City and County o.fSan 

9 Francisco, which shall be comprised of the }Janager of' Water Quality of the Water Department, the 

1 0 Superintendent of Building Inspection of the Department of Public Works, and the Director of' 

11 Environmental Health Services of the Department of Public Health, or their respective designees. The 

12 Committee_'s duties shall include, but are not limited to, the review of operations of the City's Cross 

13 Connection Control Program, the establishment ofa program ·within the Department &f Public Health 

14 to provide for certification of qualified tester~, and the dewlopment ofa schedule to assure annual 

15 inspection o.f all bacleflorv prevention devices within the City and County as 1 vell as those on property 

16 owned by the City and County but located outside the boundaries of the City and County. 

17 SEC. 753. DEPARTA/ENTAL RESPOi.¥SIBILITIES. 

1 8 The Water Department shall have primary responsibility for the prevention of any 

19 unauthorized substances or waterfrom unapproved sourcesfrom entering the public water supply 

20 system. The Department o.f'Public Health shall hme the ov·erall and ultimate responsibility under this 

21 Article for pre';?Bnting 1vaterfrom unapproved sources er other unautlzorized substances from entering 

22 the potable water system. The Department of Public Health shall promulgate any rules or regulations 

23 necessary to effectuate this Article. Said rules and regulations shall, at a minimum, be consistent H'ith 

24 and meet all requirements imposed by State law. 

25 
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1 SEC. 754. UIVPROTECTED CROSS CONNECTIONS PROHlBI!J'ED; JDElVTIFlbATION 

2 OF IN HOUSE HAZARDS. 

3 It shall be trnlawful for any water consumer or property o-wner to have, k~ep, maintain, install 

4 or permit the existence ofa cross connection rvhich is unprotectedftom actual or potential backflow 

5 due to the absence o.f approved andproperlyfanctioning bacleflow prevention de'.Jices. 

6 The Department of Public Health, through its Bureau o.fEnvironmental Health Services, the 

7 Department o.f'Public W-0rks, through, its Bureau of Plumbing Inspection, and the Wat-er Department 

8 shall, in their normal course o.fereforcement activ·ity) identify the locations o.f in house hazards and 

9 shall jointly maintain a continuously updated list o.fsuch in house hazards for enforcement action 

10 under this Article. 

11 SEC. 755. ENFORCEAIENTPOWERS. 

12 Upon notification by the Department of Public Health, the Department &j Public Works or the 

13 Water Department, it shall be the responsibility• of each water consumer to eliminate any existing or 

14 potential unprotected cross connections on the su!Jj'ectproperty within 30 to 90 calendar days of said 

15 notification. The specific deadline for achie',)ing compliance shall be established by the appropriate 

16 department based upon the type and magnitude of the work required to eliminate the cross connection. 

17 The appropriate department shall monitor the progress o.f the 'rttork required to achie',;ie compliance. 

18 !fa water consumer rcfases or fails to eliminate a cross connection after the deadline has 

19 expired as set forth in the notification, or if the progress &/the work being monitored by the 

20 appropriate department indicates that the work cannot be completed within the time limit established in 

21 the notification, the Wflter Department, acting alone or in coordination ·with the Departments &j Public 

22 Health or Public W-0rks, shall immediately issue afinal notification to the 01vner of the subJectproperty 

23 to eliminate the cross connection. If the property· owner rcfases to or does not comply with the 

24 requirements setforth in thefinal notification ·within ten calendar days a.fits date of issuance, the 

25 Water Department shall thereafter disconnect the water ser.Jices to the customer directly responsible 
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1 for noncompliance until the cross connection has been eliminated and necessary payments have been 

2 made for turn on services in the same manner as specified imder the San Francisco Public Utilities 

3 Commission Rules and Regulations Section C Rule 4 (or any SMccessor regulations) governing vr1ater 

4 service to C'/;/;Sfomers. If the property owner and the water consMmer are one and the same person, only 

5 one notification shall be requiredprior to disconnecting the water services in the event &f 

6 noncompliance. The Water Department shall not disconnect the ·water services until any appeal ·which 

7 may be taken under Section 756 ofthis Article has becomejinal, except as speeified in Section 760 of' 

8 this Article. 

9 SEC. 756. REVIEW OFAPPE4LS BYDEPART}JENT OFPUBblCHEALT-H. 

10 Appeals against the final notice for disconnection ofwater services may be made to the 

11 Department of Public Health by the subjectproperty mmer, ·withinjh,,e calendar days of the date of 

12 saidfinal notice, and shall include current data obtainedfrom a certified tester employed by the 

13 property owner or his representative ·which disapproves the existence a.fa cross connection or the 

14 adequacy o.f the time limit set for compliance. The Director o.fthe Bureau ofEnvironmental Health 

15 Services, or his designee, shall hold a hearing on the appeal ·withinfifteen calendar days ofreceipt of 

16 said appeal, and shall thereafter issue a decision which shall state ·whether or Not the alleged de.feet or 

17 deficiency constitutes a cross connection as defined in this Article. The Director shall affirm the Water 

18 Department's action ifhe or shefinds that a cross connection exists. The Director's decision shall issue 

19 ·within two calendar days of the completion of the hearing, and shall be final. 

20 SEC. 757. CROSS C01VNECTION CONTROL PROGRAA1. 

21 Annual inspections of all existing bacleflow prewntion devices shall be conducted under the 

22 direction of the Water Department. The Water Department shall make available for public inspection 

23 the current listing a.fall certified testers required under Section 758 ofthis Article. The Water 

24 Department shall annually notify all ·water consumers vr1ho have cross connection control devices ofthe 

25 requirements o.fthis Article for annual maintenance and testing and shall annually promulgate a 
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1 schedule ofcharges for the cost to the water consumer o.fthe inspections and testing to be done under 

2 this Article. Water consumern ·who fail to comply ·with the action required by the Water Departrnent's 

3 annual notifications shall be subject to the same en:fercementprocedures as set ferth in Sections 755 

4 and 756 o.fthis Artick. 

5 'When a bacleflo-w prevention de'vice is inspected and has passed the testing procedure, the 

6 certified tester shall immediately affix a seal or tag to the device. Such seals or tags shall be purchased 

7 by the certified tester:from the Depttrtment of Public Health. Seals or tags may be issuedfree of charge 

8 to testers employed by the City and Co1mty for use when testing bacleflmv prevention deYices installed 

9 on City and County property. Each certified tester shall m€lint€lin €l continuous record o.fthe dates and 

1 0 locations of each inspection performed, any tests made, a-nd the· results thereof: A copy o.fsuch record 

11 sh€tll be sent by each certified tester to the Water Department ·withinfi';1e calendar days o.feach 

12 inspection or test. Appropri€lte testing and inspection records for potabk ·water systems, including but 

13 not limited to the information to be supplied by all certified testers, shall be maintained by the Wftter 

14 Department and shall be m€lde available upon request to the Department of Public Works and the 

15 Department of Public Health. 

16 SEC. 758. CERTIFICATf{)NOFBACKFLOWPREVEiVTI-ONSERVICE TES'PERS. 

17 Procedures for the establishment afa program for tlw certification of qualified bac!eflow 

18 prevention device testers shall be deYeloped and implemented by the Department of Public Health 

19 within thirty working days of the effective date of this Article. Independent testers €Ind testers who are 

20 City employees shall receive training in bacleflo·wprevention device testing. All testers shall thereafter 

21 take and pass an examination administered by the Department of Public Health in order to qualifY fer a 

22 valid tester's certificate to be issued by that Depttrtment. Testers whose names appear on the Water 

23 Department's approved list ofbackfiowpre';lCntion testers as ofthe effective date ofthis Article shall be 

24 exemptfi·om the initial training and examination requirement. 

25 
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1 Each tester's certificate issued by the Department o.fPublic Health shall be valid for a period 

2 of one yearfrom the date of issuance. Tester's certificates may be renewed upon additional training, re 

3 examination, other demonstration ofc01npeteney, or any combination thereof; as may be deemed 

4 necessary by the Department of Public Health. A tester's certificate may be suspended or revoked at 

5 any time for cause by the Department of Public Health. The Department of Public Health shall 

6 maintain a current list of the names and business addresses of all certified testers and a.fall tester's 

7 certificates ·which have been suspended or revoked. The list shall be forwarded to the Water Quality 

8 Control Division of the Water Department and the Bureau of Plumbing Inspection of the Department of 

9 Public Works, and shall be made available for public inspection by all three departments. 

10 759. I1VSURA1VCE REQUIREAIE1VTS FOR TESTERS. 

11 Each certified tester ·who is not a City employee shall maintain general liability insurance in 

12 fitll force and effect, at his or her expense, for all cross connections control and bacleflm1· device testing 

13 activities. Such insurance shall include coverage for bodily injury~ personal injury, including death 

14 resulting therefrom, and property' damage insurance, with limits not less than $100, 000 each 

15 occurrence combined single limit. The City and County ofSan Francisco, its officers and employees 

16 shall be named as additional insureds under the policy and a cross liability• clause shall be attached. 

17 Such insurance shallprovide 10 days prior written notice ofcancellati01~, nonrene1val or material 

18 change to the Department &j Public Health. A certificate of insurance, in form and with insurers 

19 acceptable to City, shall be required prior to the issuance of any tester's certificate or any renewal 

20 thereo.f 

21 SEC. 760. SPECL4L G4SES EXEAIPTED FROAfAPPEALS. 

22 Wl1enever tlw Department of Public Health, the Department of Public Works or the Water 

23 Department ident(/)' any existing or potential unprotected cross connection as posing a high risk of 

24 hazard to the public health, and safety• which requires immediate abatement, tlze Water Departrnent 

25 shall, in coordination ifnecessary ·with the Department of Public Health or the Department of Public 
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1 W~:wks, immediately shut off the water services to the customer directly responsibk for the hazard in 

2 order to prevent such cross connectionji·om causing any backflo-w into the potable ·water distribution 

3 system. W~ter services shall be restored upon elimination of the cross connection and payment for 

4 turn on services as specified &mder the San Francisco Public Utilities Commission Rules and 

5 Regulations Section C Rule 4 (or any successor reguZations) governing ·water service to customer.s. All 

6 action taken under this section shall be exemptfrom the appeals procedures specified in Section 765 of 

7 this Article. 

8 761. DOUBLE CHECK VALVES ONHIGHRISES WITHROOF TANKS. 

9 Any building ·with a roof tank shall have an approved double check valve assembly installed on 

10 tlie building ·water supply line. The check valve shall be located as near as possible to the water meter 

11 and in any case be.fore thefirstfitting or branch line. For buil-dings with roo.ftal'lks existingprior to 

12 enactment o.f this section ·where an air gap has been pre',;iously accepted by the enforcing agency, a 

13 double check 'valve shall not be requiredpro'vided the enforcing agency can easily determine that there 

14 are no lateral lines or outlets between the meter and the air gap. fiat any time buildings H'ith roof tanks 

15 ·which H'ere previously accepted as having appro',;ed air gaps in lieu ofdouble check valves have or are 

16 believed to have installed lateral lines or outlets between the meter and the air gap, then a double 

17 check valve shall be installed as near as possible to the ·water meter. 

18 

19 Section 3. The Health Code is hereby amended by adding Sections 12A.1-12A.11, 

20 under Article 12A, to read as follows: 

21 SEC.12A.1. PURPOSE AND FINDINGS. 

22 The Board o(Supervisors finds that: 

23 (a) The City's potable Public Water System must be protected from contamination by the 

24 implementation ofa cross-connection control program. 

25 
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1 (b) The State of California requires the City. as the public water supplier, to implement the 

2 cross-connection control program. and allows implementation ofthe program by the public water 

3 supplier or by means of contract between the public water supplier and the local health agency, 

4 (c) Under the Charter. the authority and responsibility for managing and operating the City's 

5 Public Water System is vested in the San Francisco Public Utilities Commission. The City's local 

6 health agency, the Department of Public Health. should cooperate with the San Francisco Public 

7 Utilities Commission in implementing the City's cross-connection control program. 

8 (d) The dangers to public health and safety posed by the potential contamination of the City's 

9 potable water system warrant the imposition o(local regulations and standards in excess of those 

10 required under State law. 

11 SEC. 12A.2. DEFINITIONS. 

12 The following terms used in this Article l 2A have the meanings set forth below: 

13 "Approved Air Gap Separation" shall mean a phvsical break between the water supply line and 

14 a receiving vessel. that has been approved by the General Manager and is in proper working order. 

15 "Approved Backfiow Prevention Assembly" shallmean a device used to prevent the bacliflow of 

16 substances into the Public Water System that has been approved for such use by a recognized testing 

17 organization acceptable to the General Manager and is in proper working order. 

18 "Authorized Bacliflow Prevention Assembly Tester" shall mean any person who possesses a 

19 valid certification to test, repair. and maintain backfiow prevention assemblies and is authorized by the 

20 General Manager to do such work in the City in accordance with Section 12A. 7 ofthis Article 12A. 

21 "Authorized Cross-connection Control Specialist" shall mean any person who possesses a valid 

22 certification to administer a cross-connection control test and to conduct site surveys to assess cross-

23 connection control requirements and is authorized by the General Manager to do such work in the City 

24 in accordance with Section l 2A. 7 of this Article l 2A. 

25 
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1 "Auxiliary Water" shall mean any water other than that received from the Public Water System, 

2 including. but not limited to. recycled water, wastewater. gravwater. groundvvater. and rainwater. 

3 "Bacliflow" shall mean the flow of water, from any source or sources. into the Public Water 

4 System that is of unknown or questionable safety for human consumption, or of other liquids, gases. 

5 mixtures, or other substances that flow into the Public Water Svstem. 

6 "Backjlow Preventer" shall mean an Approved Backfiow Prevention Assembly or Approved Air 

7 Gap Separation. 

8 "Backtlow Tag" shall mean an identification document provided by the General Manager to 

9 Authorized Backfiow Prevention Assembly Testers to be affixed to an Approved Backfiow Prevention 

1 0 Assembly atter it has passed testing. 

11 "Containment" shall mean protection from Backfiow at the service connection. 

12 "Cross-connection" shall mean any unprotected actual or potential connection between any 

13 part of a potable water system used or potentially used to supply water for drinking purposes and any 

14 source or system containing water or any other substance that is not or cannot be approved as safe, 

15 wholesome. and potable. 

16 "Cross-connection Control Survey" shall mean an inspection of all parts ofa Property with a 

17 Water Service Connection to identifj; potential Cross-connections. 

18 "Cross-connection Test" shall mean a test administered by an Authorized Cross-connection 

19 Control Specialist to verifj; that there is no physical uncontrolled connection between the potable water 

20 piping and anv Auxiliary Water piping system. 

21 "Dual-plumbed" shall mean a system that utilizes separate piping systems (or Auxiliary Water 

22 and potable water within a Property. 

23 "First Certificate of Occupancy" shall mean either a temporary certificate of occupancy or a 

24 certificate o[final completion and occupancy. as defined in San Francisco Building Code Section 

25 109A. whichever is issued first. 
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1 "General Manager" shall mean the General Manager ofthe San Francisco Public Utilities 

2 Commission. or his or her designee. 

3 "On-site Hazard" shall mean anv actual or potential contamination or pollution risk to the 

4 public water supply created as a result of conditions existing on a Property. 

5 "Point of Connection" shall mean the water meter. or, for dedicated {ire services. the junction 

6 of the water supply lateral and the Property's fire protection system. 

7 "Property 11 shall mean any parcel, premises, building. or other structure that receives potable 

8 water from the Public Water Svstem. 

9 "Property Owner" shall mean the legal owner of a Property with a Water Service Connection 

10 to the Public Water System. 

11 "Public Water System" shall mean the potable water system operated and maintained by the 

12 San Francisco Public Utilities Commission. 

13 "Water Service Connection 11 shall mean a connection to the Public Water System. 

14 SEC. 12A.3. SCOPE OF ARTICLE 

15 As a condition of receiving water service from the Public Water System. Property Owners shall 

16 install an approved Backffow Preventer on their Property prior to receiving potable water on any 

17 Property where any of the following exist: 

18 (a) A wastewater pumping and/or treatment plant. 

19 (b) The handling of a hazardous substance in anv manner in which the substance could enter 

20 the Public Water Svstem. 

21 (c) An Auxiliary Water supply. 

22 (d) Dual-plumbed property. 

23 (e) Intricate plumbing and piping arrangements. 

24 ([J A repeated history of Cross-connections. 

25 (g) A dockside watering point or marine facility. 
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1 (h) Dedicated irrigation service. 

2 (i) A fire protection system. 

3 (j) A building where the highest point is 40 feet or more in height above the point of connection. 

4 (k) Inadequate Backjlow prevention for any on-site process that the General Manager identifies 

5 as requiring additional protection from Backjlow. 

6 a> Restricted entry to the Property or parts oft he Property that inhibit performance of a Cross-

7 connection inspection. 

8 (m) Multiple service connections where at least one such connection requires Backjlow 

9 protection for Containment. 

10 (n) A water storage facility not under control ofthe Public Water Svstem. 

11 (o) Any other hazard that the General Manager identifies as requiring abatement to protect the 

12 Public Water Svstem from contamination. 

13 SEC. 12A.4. COMPLIANCE WITH CROSS-CONNECTION CONTROLS. 

14 (a) Property Owners shall maintain and operate connections with the Public Water System in 

15 compliance with this Article l 2A, regulations adopted by the General Manager, and all applicable 

16 local. state, and federal laws. 

17 (b) Property Ovmers with connections to the Public Water Svstem shall not install, maintain. or 

18 allow Cross-connections that are not protected tram actual or potential Bacliflow. 

19 (c) No City department shall approve or issue a First Certificate of Occupancy (Or any 

20 Property subject to this Article l 2A unless and until the approved Backjlow Preventer has been tested 

21 and certified in accordance with this Article and regulations adopted bv the General Manager. 

22 (d) No City department shall approve or issue a First Certificate of Occupancy for any Dual-

23 plumbed property unless and until the system has passed a Cross-connection Test and been certified in 

24 accordance with this Article l 2A and regulations adopted by the General Manager. 

25 SEC. 12A.5. BACKFLOW PREVENTION REQUIREMENTS. 
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1 (a) Baclglow Preventers for Containment shall be installed as close as practical to but in any 

2 case within 25 feet ofthe downstream side ofthe water meter or Point of Connection to the Public 

3 Water System. 

4 (Q) Backtlow Preventers shall be installed that are commensurate with the risk that exists at 

5 each Property, in accordance with criteria set forth in regulations adopted by the General Manager. 

6 (c) All Approved Baclglow Prevention Assemblies, prior to installation. shall have passed 

7 laboratory and field evaluation tests performed by a recognized testing organization acceptable to the 

8 General Manager that has demonstrated competency to perform such tests. Approved Baclglow 

9 Prevention Assemblies that have been modified or installed in a manner that differs tram the 

10 configuration tested and approved are prohibited. 

11 (d) Approved Baclglow Prevention Assemblies, as installed, shall be field tested in accordance 

12 with this Article l 2A to determine that they are functioning properly before being placed into service. 

13 (e) No person shall use water tram or connect any apparatus to a City fire hydrant without first 

14 obtaining a permit and a water meter (ram the San Francisco Public Utilities Commission. All 

15 portable water meters intended for use with hydrants shall include bacliflow prevention in accordance 

16 with the regulations adopted by the General Manager. 

17 (f) The Property Owner shall be responsible for field testing all Approved Bacliflow Prevention 

18 Assemblies upon installation, relocation, or repair, and annually after each such action, or more 

19 .frequently if determined necessary by the General Manager to eliminate an On-site Hazard. 

20 (g) Bacliflow prevention assembly tests and inspections required under this Article 12A shall be 

21 performed by an Authorized Baclglow Prevention Assembly Tester at the sole expense of the Property 

22 Owner. 

23 O) When an Approved Baclglow Prevention Assembly is inspected and has passed the 

24 testing procedure. the Authorized Baclglow Prevention Assembly Tester shall: 

25 (A) Immediately affix a Baclglow Tag to the assembly. 
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1 (B) Submit certification documentation to the General Manager and the 

2 Property Owner within five business days oft he completion of each inspection and test. 

3 (2) Approved Backjlow Prevention Assemblies that fail to pass inspection and testing 

4 shall be repaired, overhauled, or replaced, and immediately retested at the sole expense o[the Property 

5 Owner. 

6 SEC 12A.6. CROSS-CONNECTION TESTING REQUIREMENTS FOR DUAL-

7 PLUMBED SYSTEMS. 

8 (a) The Property Owner shall be responsible for testing all Dual-plumbed systems (Or Cross-

9 connections upon installation and periodically thereafter as required in accordance with regulations 

1 0 adopted by the General Manager. 

11 (Q) Cross-connection Tests and inspections shall be per(Ormed by an Authorized Cross-

12 connection Control Specialist at the sole expense of the Property Owner. 

13 (c) The Authorized Cross-connection Control Specialist shall submit a written report 

14 documenting the results ofthe inspection and testing to the General Manager and the Property Owner 

15 within five business days of each inspection or test. 

16 (d) If a Cross-connection is identified during inspection and testing, the Property Owner or 

17 Authorized Cross-connection Control Specialist shall: 

18 (1) Immediately notifj; the General Manager oft he existence of the Cross-connection. 

19 (2) Immediately shut o(fthe Auxiliary Water supply at the source. 

20 (3) Follow the procedure (Or eliminating the Cross-connection, retesting. and 

21 reestablishing water service in accordance with regulations adopted by the General Manager. 

22 (e) If a Cross-connection is discovered, the General Manager mav shut off the potable water 

23 supply to the Property at the water meter or other connection to the Public Water Svstem. 

24 

25 
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1 (f) Recordkeeping. Property Owners shall maintain Cross-connection testing and inspection 

2 records for a period of three years. in accordance with regulations adopted bv the General Manager. 

3 The records shall be made available to the General Manager at the request of the General Manager. 

4 SEC. 12A. 7. AUTHORIZED BACKFLOW PREVENTION ASSEMBLY TESTER AND 

5 CROSS-CONNECTION CONTROL SPECIALIST REQUIREMENTS. 

6 (a) OnlvAuthorized Backjlow Prevention Assembly Testers may test Backfiow prevention 

7 assemblies in the City. 

8 (Q) Onlv Authorized Cross-connection Control Specialists may conduct Cross-connection Tests 

9 in the City. 

10 (c) All Authorized Backjlow Prevention Assembly Testers and Authorized Cross-connection 

11 Control Specialists must obtain a permit to operate, issued in accordance with regulations adopted bv 

12 the Genera_! Manager. To receive and maintain a permit to operate. Authorized Baclrflow Prevention 

13 Assembly Testers and Authorized Cross-connection Control Specialists must: 

14 (1) Hold a valid certification as a Backjlow prevention assembly tester and/or Cross-

15 connection Control Specialist from an organization approved by the General Manager. 

16 (2) Maintain or be covered by general liability insurance in fitll force and effect, in 

17 accordance with regulations adopted by the General Manager. 

18 (d) A person mav simultaneously hold separate permits to operate as an Authorized Backjlow 

19 Prevention Assembly Tester and as an Authorized Cross-connection Control Specialist. 

20 (e) Following a hearing that comports with due process. the General Manager at any time may 

21 suspend or revoke a permit to operate for violation of any provision of this Article 12A or anv 

22 regulation adopted to implement this Article. 

23 SEC. 12A.8. COMPANIES EMPLOYING AUTHORIZED BACKFLOW PREVENTION 

24 ASSEMBLY TESTERS OR AUTHORIZED CROSS-CONNECTION CONTROL SPECIALISTS. 

25 

Public Utilities Commission 
BOARD OF SUPERVISORS Page 15 



1 (a) In order to operate in the City, companies or other entities that employ Authorized 

2 Backflow Prevention Assembly Testers or Authorized Cross-connection Control Specialists shall: 

3 (])Register with the General Manager by providing documentation required under 

4 regulations adopted by the General Manager. 

5 (2) Maintain general liability insurance in full force and effect. at the expense ofthe 

6 company or other entity. for all activities performed by their Authorized Bacliflow Prevention Assembly 

7 Testers or Authorized Cross-connection Control Specialists. consistent with regulations adopted by the 

8 General Manager. 

9 (3) Provide the General Manager with the names o(the Authorized Bacliflov11 Prevention 

10 Assembly Testers and Authorized Cross-connection Control Specialists working for them and notiry the 

11 General Manager when such employees leave the company or other entity. 

12 (4) Maintain continuous records of all activities performed in relation to Bacliffow 

13 prevention in the City for three years, in accordance with regulations adopted by the General Manager. 

14 The records shall be made available to the General Manager at the request of the General Manager. 

15 (b) Following a hearing that comports with due process, the General Manager may suspend or 

16 revoke a company or other entity's authorization to conduct testing ofBackflow prevention assemblies 

17 or any Cross-connection control activities at any time for violation of any provision of this Article 12A 

18 or any regulation implementing this Article. 

19 SEC.12A.9. INSPECTION AND NOTICES. 

20 (a) As a condition of receiving water service. the Property Owner shall permit the General 

21 Manager to inspect any Property subject to the requirements of this Article 12A to determine 

22 compliance with the provisions ofthis Article and applicable laws and regulations. 

23 (Q) Upon written notification by the General Manager, a Property Owner shall eliminate any 

24 unprotected Cross-connections within seven days ofreceipt ofthe notification, unless the General 

25 Manager authorizes an alternate deadline for remediation. 

Public Utilities Commission 
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1 (c) Jfa Property Owner refuses or fails to eliminate a Cross-connection within the required 

2 time. the General Manager may proceed with enforcement activities in accordance with this Article 

3 12A and regulations adopted by the General Manager. 

4 SEC.12A.10. VIOLATIONS, ENFORCEMENT ACTIVITIES.AND PENALTIES. 

5 (a) Any Property Owner who violates any provision o[this Article 12A or any regulation 

6 implementing this Article shall be subject to enforcement, including, but not limited to: 

7 (1) Installation of a flow restrictor. with applicable fees as specified under regulations 

8 adopted bv the San Francisco Public Utilities Commission. 

9 (2) Disconnection of the noncompliant water service{s) until the Cross-connection has 

10 been eliminated and appropriate fees have been paid including but not limited to service shut-off and 

11 service turn-on fees as specified under regulations adopted by the San Francisco Public Utilities 

12 Commission. 

13 (3) Any other enforcement action deemed necessary by the General Manager and the 

14 City Attorney to protect the Public Water System. including but not limited to seeking judicial remedies. 

15 (b) If a Property Owner refuses or fails to eliminate a Cross-connection, and disconnecting 

16 water service would cause significant disruption to building occupants and/or emergency response 

17 agencies, the General Manager mav test, repair and/or replace a Bacliflow Prevention Assembly, or 

18 take other required action to eliminate the Cross-connection. The Property Owner shall be required to 

19 pay for all costs of such action. 

20 (c) Whenever the General Manager determines that an existing or potential unprotected Cross-

21 connection poses an imminent risk ofhazard to the Public Water System and requires immediate 

22 abatement, the General Manager may immediately shut off water service to the Property at the meter 

23 until the Cross-connection has been eliminated and necessary payments have been made (or turn-on 

24 services as specified under regulations adopted by the General Manager. 

25 
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1 (d) Any Property Owner who violates any provision o[this Article 12A or any regulation 

2 implementing this Article shall be subject to the imposition, enforcement, collection, and review of 

3 administrative fines. and any other available legal remedies in accordance with Chapter 100 o[the 

4 Administrative Code, which is incorporated herein in its entirety and which shall govern the 

5 imposition. enforcement, collection, and review of administrative fines issued to enforce this Article 

6 12A and any rule or regulation adopted pursuant to this Article 12A, provided that: 

7 (1) Each day a violation is committed or permitted to continue shall constitute a 

8 separate violation: 

9 (2) The amount of the fine for violation oft his Article 12A shall be up to $1. 000 per 

10 violation per day: 

11 (3) The General Manager is the charging official authorized under this Article 12A: 

12 (4) The General Manager shall appoint the hearing officer to conduct hearings for 

13 appeals. and said hearing officer shall determine the time and place of such hearings. and provide 

14 appropriate notice ofsuch hearings,· 

15 (5) The fine for any violation issued pursuant to this Section 12A. l 0 shall be paid to the 

16 Treasurer o(the City and County of San Francisco and credited to the appropriate San Francisco 

17 Public Utilities Commission Water Enterprise fund; 

18 (6) The General Manager may recover any costs and fees, including but not limited to 

19 attorneys' fees. for enforcement initiated through this Section 12A. 10 and authorized under this Article 

21 (7) The Board ofSupervisors finds that Cross-connections between real properties and 

22 the Public Water System create a direct public health risk to the Public Water System, and thus a 

23 violation of this Article 12A will have a nexus between the violation and real property located in the 

24 City. In accordance with the requirements of Chapter 100 ofthe Administrative Code, the General 

25 Manager may provide notice of enforcement action to the owner of the real property and that unpaid 
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1 fines for the citations may become a lien on the Property, and the General Manager may collect such 

3 SEC. 12A.11. PROMOTION OF THE GENERAL WELFARE. 

4 In enacting and implementing this Article l 2A. the City is assuming an undertaking only to 

5 promote the general welfare. It is not assuming, nor is it imposing on its officers and employees, an 

6 obligation for breach of which it is liable in money damages to any person who claims that such breach 

7 proximately caused injury. 

8 

9 Section 4. Effective Date. This ordinance shall become effective 30 days after 

1 O enactment. Enactment occurs when the Mayor signs the ordinance, the Mayor returns the 

11 ordinance unsigned or does not sign the ordinance within ten days of receiving it, or the Board 

12 of Supervisors overrides the Mayor's veto of the ordinance. 

13 

14 

15 

16 

17 

APPROVED AS TO FORM: 
DEN HE ERA, City Attorney 

By: 

18 n:\legana\as2015\ 1400123\01000756.doc,... 

19 

20 

21 

22 

23 

24 

25 

San Francisco Public Utilities Commission 
BOARD OF SUPERVISORS Page 19 

3/24/2016 



FILE NO. 160294 

LEGISLATIVE DIGEST 

[Health Code - Public Water System Cross-Connection Control and Backflow Prevention] 

Ordinance amending the Health Code to regulate cross-connection and backflow 
prevention requirements to protect the public water system by replacing obsolete 
requirements with requirements consistent with current state and federal drinking 
water quality laws; by reorganizing, updating, and clarifying procedures for 
implementing such requirements; and by authorizing remedies and penalties for 
violations and providing enforcement criteria and procedures; and affirming the 
Planning Department's determination under the California Environmental Quality Act. 

Existing Law 

Article 12A of the Health Code establishes requirements for backflow prevention to 
supplement those imposed by the State pursuant to Title 17, Sections 7583, et seq., of the 
California Administrative Code, and prohibits any water consumer or property owner to have, 
keep, maintain, install or permit the existence of a cross-connection that is unprotected from 
actual or potential backflow of water into the public water system due to the absence of 
approved and properly functioning backflow prevention devices. 

Article 12A established a committee consisting of San Francisco Public Utilities Commission, 
Health Department and Department of Building Inspection staff to review of operations of the 
City's Cross-Connection Control Program, which was established within the Department of 
Public Health to provide for certification of qualified testers and the development of a schedule 
to assure annual inspection of all backflow prevention devices within the City. 

Under Article 12A, the San Francisco Public Utilities Commission has primary responsibility 
for the prevention of any unauthorized substances or water from unapproved sources from 
entering the public water supply system. The Department of Public Health has the overall and 
ultimate responsibility under Article 12A for preventing water from unapproved sources or 
other unauthorized substances from entering the potable water system. 

Article 12A provides for the disconnection of water services to a customer directly responsible 
for noncompliance, until the cross-connection has been eliminated and necessary payments 
have been made for turn-on services in the same manner as specified under the 
San Francisco Public Utilities Commission rules and regulations governing water service to 
customers. 
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FILE NO. 160294 

Amendments to Current Law 

The existing Article 12A will be repealed in its entirety, and replaced with the proposed Article 
12A. The ordinance clarifies that the San Francisco Public Utilities Commission, as the City 
department responsible under the Charter for providing water services, has primary 
responsibility for regulating and abating cross connections between customers' properties and 
the City's public water service system. The ordinance requires property owners to install 
approved backflow prevention devices on their properties in specified circumstances, and 
defines installation requirements and device configuration requirements. The ordinance also 
imposes testing, inspection and reporting obligations on the part of the property owner. The 
new ordinance retains authority for terminating water service for noncompliance and adds 
abatement procedures and administrative penalties authority through Chapter 100 of the 
Administrative Code, as modified in the proposed ordinance. 

Background Information 

The State of California's safe drinking water regulations require public water system operators 
to protect the public water supply from contamination by implementation of a cross-connection 
control program. A cross-connection is an unprotected actual or potential connection between 
a potable water system used to supply water for drinking purposes and any source or system 
containing unapproved water or a substance that is not or cannot be approved as safe, 
wholesome, and potable. By-pass arrangements, jumper connections, removable sections, 
swivel or changeover devices, or other devices through which backflow could occur, are 
"cross-connections." 

In 1984, the Board of Supervisors codified the City's cross-connection control program by 
adopting Article 12A of the Health Code. Since that ordinance was adopted, conditions in San 
Francisco have significantly changed. Mixed-use development is now common, with non
potable water systems actively promoted. The number of backflow prevention assemblies 
has steadily increased at an annual rate of 5 percent, with approximately 25,000 assemblies 
now in service. 

Backflow prevention assemblies must be tested annually. The ordinance is intended to help 
the departments improve the annual compliance rate for assembly testing. The primary tool 
for enforcing the testing and inspection requirement currently is service shut-off, enforced 
against the account holder, frequently a landlord, which is labor intensive and unavoidably 
impacts tenants. In addition to adding clearer testing and inspection definitions and 
requirements, the proposed ordinance also provides a process for issuing administrative 
enforcement orders in those instances when service shutoff is not appropriate. 
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BOARD of SUPERVISORS 

Sarah Jones 
Environmental Review Officer 
Planning Department 
1650 Mission Street, 4th Floor 
San Francisco, CA 94103 

Dear Ms. Jones: 

April 12, 2016 

City Hall 
1 Dr. Carlton B. Goodlett Place, Room 244 

San Francisco 94102-4689 
Tel. No. 554-5184 
Fax No. 554-5163 

TDDffTY No. 554-5227 

File No. 160294 

On April 5, 2016, the Public Utilities Commission introduced the following legislation: 

File No. 160294 

Ordinance amending the Health Code to regulate cross-connection and 
backflow prevention requirements to protect the public water system by 
replacing obsolete requirements with requirements consistent with current 
state and federal drinking water quality laws; by reorganizing, updating, 
and clarifying procedures for implementing such requirements; and by 
authorizing remedies and penalties for violations and providing 
enforcement criteria and procedures; and affirming the Planning 
Department's determination under the California Environmental Quality 
Act. 

This legislation is being transmitted to you for environmental review. 

Angela Calvillo, Clerk of the Board 

~Irr~ 
By: Erica Major, Assistant Committee Clerk 

Public Safety and Neighborhood Services Committee 

Attachment 

c: Joy Navarrete, Environmental Planning 
Jeanie Poling, Environmental Planning 

Not defined a project under CEQA 

Sections 15378 and 15060 (c) (2) 

because it does not result in a 

physical change in the environment. 

Joy Digitally signed by Joy Navarrete 
ON: cn=Joy Navarrete, o=Planning, 
ou=Environmental Planning, 
email=Joy.navarrete@sfgov.org, 

N av a r re t e ~:~.\016.04.15 14:18:41 -07·00· 



City Hall 

BOARD of SUPERVISORS 
1 Dr. Carlton B. Goodlett Place, Room 244 

San Francisco 94102-4689 
Tel. No. 554-5184 
Fax No. 554-5163 

TDD/TTY No. 554-5227 

MEMORANDUM 

TO: Barbara A. Garcia, Director, Department of Public Health 
Harlan Kelly, Jr., General Manager, Public Utilities Commission 
Tom Hui, Director, Department of Building Inspection 
John Rahaim, Director, Planning Department 
Mohammed Nuru, Director, Public Works 

FROM: Erica Major, Assistant Committee Clerk, Public Safety and Neighborhood 
Services Committee, Board of Supervisors 

DATE: April 12, 2016 

SUBJECT: LEGISLATION INTRODUCED 

The Board of Supervisors' Public Safety and Neighborhood Services Committee has 
received the following proposed legislation, introduced by the Public Utilities 
Commission on April 5, 2016: 

File No. 160294 

Ordinance amending the Health Code to regulate cross-connection and 
backflow prevention requirements to protect the public water system by 
replacing obsolete requirements with requirements consistent with current 
state and federal drinking water quality laws; by reorganizing, updating, 
and clarifying procedures for implementing such requirements; and by 
authorizing remedies and penalties for violations and providing 
enforcement criteria and procedures; and affirming the Planning 
Department's determination under the California Environmental Quality 
Act. 

If you have any comments or reports to be included with the file, please forward them to 
me at the Board of Supervisors, City Hall, Room 244, 1 Dr. Carlton B. Goodlett Place, 
San Francisco, CA 94102. 



Referral from the Office of the Clerk of the Board 
Public Safety and Neighborhood Services Committee 
April 12, 2016 
Page 2 

c: 
Greg Wagner, Department of Public Health 
Colleen Chawla, Department of Public Health 
Juliet Ellis, Public Utilities Commission 
Donna Hood, Public Utilities Commission 
William Strawn; Department of Building Inspection 
Carolyn Jayin, Department of Building Inspection 
Scott Sanchez, Planning Department 
Sarah Jones, Planning Department 
AnMarie Rodgers, Planning Department 
Joy Navarrete, Planning Department 
Jeanie Poling, Planning Department 
Frank Lee, Public Works 
Fuad Sweiss, Public Works 



BOARD of SUPERVISORS 

Sarah Jones 
Environmental Review Officer 
Planning Department 
1650 Mission Street, 4th Floor 
San Francisco, CA 94103 

Dear Ms. Jones: 

April 12, 2016 

City Hall 
1 Dr. Carlton B. Goodlett Place, Room 244 

San Francisco 94102-4689 
Tel. No. 554-5184 
Fax No. 554-5163 

TDD/TTY No. 554-5227 

File No. 160294 

On April 5, 2016, the Public Utilities Commission introduced the following legislation: 

File No. 160294 

Ordinance amending the Health Code to regulate cross-connection and 
backflow prevention requirements to protect the public water system by 
replacing obsolete requirements with requirements consistent with current 
state and federal drinking water quality laws; by reorganizing, updating, 
and clarifying procedures for implementing such requirements; and by 
authorizing remedies and penalties for violations and providing 
enforcement criteria and procedures; and affirming the Planning 
Department's determination under the California Environmental Quality 
Act. 

This legislation is being transmitted to you for environmental review. 

Angela Calvillo, Clerk of the Board 

~~~ 
By: Erica Major, Assistant Committee Clerk 

Public Safety and Neighborhood Services Committee 

Attachment 

c: Joy Navarrete, Environmental Planning 
Jeanie Poling, Environmental Planning 



San Franc.. . ..:>co 
Water r 
Operator of the Hetch Hetchy Regional Water System 

Bureau of Environmental Management 
525 Golden Gate Avenue, 6th Floor 

San Francisco, CA 94102 
T 415.934.5700 
F 415.934.5750 

TTY 415.554.3488 

INTER-OFFICE MEMORANDUM 

DATE: April 6, 2016 

TO: Andrew DeGraca, Manager, Water Quality Bureau 
Attention: Grace Kay, Policy and Government Affairs 

FROM: Irina P. Torrey, AICP, Manager ~ 
SUBJECT: Proposed Cross Connection Controls Ordinance Amendment 

The Bureau of Environmental Management has consulted the San Francisco 

Planning Department Environmental Planning Division regarding the proposed 
amendment to the Cross Connection Controls Ordinance to be introduced at 
the Board of Supervisors~ 

The Environmental Planning Division has advised the SFPUC that approval of 
the proposed Ordinance Amendment by the Board of Supervisors would not 
constitute a "project" under CEQA, pursuant to Sections '15378 and 15060(c)(2) 
of the CEQA Guidelines, since it would not result in a physical change to the 
environment. 

Thank you for consulting the Bureau of Environmental Management. 

Cc: Megan Scott, External Affairs 

Christine Hackett, External Affairs 
Timothy Johnston, Environmental Planning Division, 
San Francisco Planning Department 

Barry Pearl, Bureau of Environmental Management 

Se1Vices of the San Francisco Public Utilities Commission 

Edwin M. Lee 
fvlayo1 

Francesca Vietor 
Pie~ident 

Anson Moran 
Vice Prr.siclrn1t 

Ann Moller Caen 
Com111k;sio11e1 

Vince Cou1111ey 
Co111111is:;irn1Br 

Ike Kwon 
Conunis::ione1 

Harlnn L. !folly, Jr. 
Gene1 al ManH\:jer 



Services of the San Francisco Public Utilities Commission 

525 Golden Gate Avenue, 13th Floor 
San Francisco, CA 94102 

T 415.554.3155 
F 415.554.3161 

TTY 415.554.3488 

TO: Angela Calvillo, Clerk of the Board 

FROM: Grace Kay, Policy and Government Affairs 

DATE: March 24, 2016 

SUBJECT: Health Code - Public Water System Cross-Connection 
Control and Backflow Prevention 

Attached please find an original and one copy of a proposed ordinance to 
amend the Health Code to regulate cross-connection and backflow prevention 
requirements to protect the public water system by replacing obsolete 
requirements with requirements consistent with current state and federal 
drinking water quality laws; by reorganizing, updating, and clarifying 
procedures for implementing such requirements; and by authorizing remedies 
and penalties for violations and providing enforcement criteria and procedures; 
and affirming the Planning Department's determination under the California 
Environmental Quality Act. 

The following is a list of accompanying documents (2 sets): 
1 . Board of Supervisors Ordinance 
2. Legislative Digest 

Please contact Grace Kay at 554-0758 if you need additional information on 
these items. 

Edwin M. Lee 
Mayor 

Francesca Vietor 
President 

Anson Moran 
Vice President 

~1111 Moller Caen 
Commissioner 

Vince Courtney 
Commissioner 

Ike Kwon 
Commissioner 

Hatlan L Kelly, Jr. 
General Manager 


