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Maxine Hall Health Center - Renovation and Seismic Upgrade  Building Design & Construction

SITE CONTEXT

CLIENT:
Department of Public Health

PROJECT LOCATION:
1301 Pierce Street
San Francisco, CA 94115

PROJECT FUNDING:
Public Health & Safety Bond Program 2016

PROJECT DESCRIPTION:
Maxine Hall Health Center is one of DPH’s community clinic centers, 
providing primary care and primary care behavioral health 
services. The project site is in San Francisco’s Western Addition 
neighborhood adjacent to Raymond Kimbell Playground, Gateway 
High School and residential buildings.  
The original clinic was built in 1968 as a two story building (14,400 
sf) and partial basement parking garage (5,600 sf). 
As a part of Public Health & Safety Bond program 2016, the 
entire second floor and partial first floor will be renovated to 
provide excellent patient cares. Also building structural will be 
seismically updated to enhance the safety of building during the 
major earthquakes. 

PROJECT GOALS:
• Provide seismically safer building
• Provide excellent patient care through integrated primary care 

modules
• Limit structural interventions on most visible sides of building
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DEMOLITION PLAN

FIRST FLOOR

A1.1

SHEET NOTES

2

3

4

NORTH1

DEMOLITION PLAN - FIRST FLOOR

SCALE: 1/8" = 1'-0"

REMOVE FLOOR SLAB FOR ELEVATOR ,
REMOVE RELATED MECHANICAL/ELECTRICAL
WORK

REMOVE COUNTER/DOOR, ROLL UP
SHUTTER, RELOCATE SPRINKLER, ETC.

REMOVE PARTIAL SOFFIT AND FRAMING.

5 NOT USED.

6 REMOVE (E) CEILING SYSTEM (GRID AND
PANELS). REMOVE RELATED MECHANICAL
/ PLUMBING / ELECTRICAL WORK

3

2

6

7

8 CAREFULLY REMOVE (E) WALL FINISH W/O
DAMAGING THE WALL STRUCTURE,
WAINSCOT, BASE & LIGHT SWITCH

9 REMOVE PARTIAL CEILING AS NEEDED FOR
DEMO WORK. PROVIDE TEMPORARY
SUPPORT DURING WORK.

9

6

1 REMOVE FLOOR FINISH AND SUBSTRATE,
PREPARE FLOOR TO RECEIVE NEW FINSH

7 REMOVE SINK, TYP. CAP PLUMBING

10 REMOVE PARTIAL SOFFIT FOR NEW WORK

10
1

1

8

11

11

1
1

1

9

12 REMOVE (E) PARTIAL RAMP, CURB GUARD
RAIL AND HANDRAIL

13 SAW CUT (E) GUARDRAIL & HANDRAIL, (E)
PARTIAL GUARDRAIL TO REMAIN

14 REMOVE (E) CONC. STAIRS & HANDRAIL, (E)
TOP LANDING TO REMAIN

14

15 REMOVE (E) CONC. LANDING, SIDEWALK &
CURB, PROTECT (E) UTILITIES & TREES
DURING DEMO, SEE SHEETS A2.6 & A2.7

15

16 (E) WALKWAY, TOP LANDING & GUARDRAIL
TO REMAIN

16

REMOVE WALL FINISH, WAINSCOT, BASE,
UNDERLAYMENT & SUBSTRATE THIS SIDE
ONLY, FRAMING TO REMAIN, PREPARE TO
RECEIVE NEW FINISH.

(E)
TREE
WELL

A3

A3

17 TEMPORARY BARRIER, SEE DETAIL 12/A9.9

17

16

4

LEGEND

(E) WALL TO REMAIN

DEMO (E) SLAB FOR NEW ELEVATOR
PIT & FOOTING. SEE DEMO NOTES.

DEMOLISH WALLS/ STRUCTURE,
WAINSCOT, BASE, DOOR SYSTEMS
AS NOTED, TYP.

TEMPORARY PARTITION AND
ACCESS DOOR, REFER TO
DETAIL 12/A9.5

AREA NOT IN SCOPE OF WORK

REMOVE PARTIAL CEILING &
FRAMING INCLUDING LIGHT FIXTURE
& ACCESS PANEL, RELOCATE
SPRINKLER, ROUGHEN (E) CONC.
SURFACE, DO NOT DAMAGE
STRUCTURAL SLAB

EXISTING DOOR TO REMAIN

A3

18 PROVIDE THRU SLAB OPENING FOR SUPPLY
& EXHAUST DUCTS, S.M.D.

18

19 REMOVE DOOR, HARDWARE AND FRAME,
SALVAGE AND REINSTALL

19

(E)
TREE
WELL

(E)
TREE
WELL

15

LIMIT OF WORK ON
(E) SCORE LINE,
(V.I.F.)

LIMIT OF WORK
ON (E) SCORE
LINE, (V.I.F.)

(E) PROPERTY LINE

(E) PROPERTY LINE

(E) PROPERTY
LINE

(E)
TREE
WELL

(E)
TREE
WELL

(E)
TREE
WELL

(E) CURB RAMP
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REMODEL PLAN
FIRST FLOOR

A2.1

SHEET NOTES

1

2

NORTH1

REMODEL PLAN - FIRST FLOOR

SCALE: 1/8" = 1'-0"

REINSTALL CEILING SYSTEM AS NEEDED

NOT USED.

2

D.F.

3 NOT USED.

4 NOT USED

5 NOT USED.

1

(E
) 4

.1%
 D

N.

ADJACENT NEIGHBOR'S
(E) PARKING LOT

PHASE II
WORK

(E) C.L. FENCE

(E) SIDEWALK

PIERCE STREET

(N) PASSENGER LOADING &
DROP OFF ZONE

(E) CURB RAMP

(E) SIDEWALK

EL
LIS

 S
TR

EE
T

(E) ADJACENT
4 STORY
BUIDLING

(E) ADJACENT
4 STORY
BUIDLING

(E) DRIVEWAY TO
GARAGE BELOW

DOWN

(E) PLANTER

(E) PLANTER(E) RETAINING WALL

(E) SLOPED WALK

(E)

(E) SLOPE
2%

1

1 1

NEW STAIRS, HANDRAILS,
GUARDRAILS, LANDING,
CURB RAMP &
PASSENGER LOADING
AND DROP OFF ZONE,
SEE            &(E) TREE

WELL
(E) TREE

WELL

LEGEND

WALL TYPE, SEE SHEET

1

DOOR TAG, SEE DOOR
SCHEDULE ON SHEET A10.0

A

EXISTING DOOR TO REMAIN

(E) WALL TO REMAIN

(N) WALL,       SEE
FOR WALL TYPES,

1

WINDOW TAG, SEE WINDOW
DIAGRAM ON SHEET A10.0

AREA NOT IN SCOPE OF WORK

FILL SLAB W/ LIGHTWEIGHT
CONC. TO LEVEL WITH (E)
CONC. FLOOR, SEE DETAIL
1/A9.6

6 REINSTALL DOOR, HARDWARE & FRAME

6

(E) TREE
WELL(N) CURB RAMP
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(E) PROPERTY LINE

(E) PROPERTY LINE

(E) PROPERTY LINE

(E) PROPERTY LINE

(E) TREE
WELL

(E) TREE
WELL
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WELL

(E) PROPERTY LINE
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(E) LAB
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4" HT. X 8 GA SST PLATE
WITH 3/8"Ø X 1-1/2" DEEP
RODS WELDED AT EACH
END, TYP.

4"
1/4

"
GA

P

1" 1"

1 3
/4"1 3

/4"

3"

3/4"

3"

4"
1/4

"
GA

P

1"

3"

1"

3"1 3
/4"

3/4" 3/4"

1 3
/4"

4" HT. X 8 GA SST
PLATE WITH 3/8"Ø X
1-1/2" DEEP RODS
WELDED AT EACH
END, TYP.

1'-10"5"

30
°

3/8"Ø X 1-1/2" DEEP RODS,
EPOXY DOWEL TO (E)/(N)
CONC. CURB, TYP.

(E) COL.
(E) CONC.
CURB

(N) CONC. CURB

(N) LANDING

4 3/4"

1/4
"

GA
P

INFILL GAP W/
EPOXY GROUT

1'-2 1/4"± 5"5"

30
°

3-1/2"3-1/2"

(E) CONC. CURB

(E) CONC.
CURB

(E) COL.

(E) RAMP

1/4
"

GA
P

3/8"Ø X 1-1/2" DEEP
RODS, EPOXY
DOWEL TO (E)/(N)
CONC. CURB, TYP.

3" WIDE SOLID, FULL
WIDTH NON-SKID
CONTRASTING STRIPE
FOR ALL NOSINGS, TYP.

RADIUS NOT
GREATER THAN
1/2" MAX.

NOTE: ALL NOSING STRIPS SHALL
HAVE SOLID  BLACK COLOR. SUBMIT
SAMPLE FOR VERIFICATION.
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ENLARGED PLAN
CURB RAMP &

SIDEWALK ELEVATIONS

A2.7

1

ENLARGED PLAN - FIRST FLOOR (NEW RAMP AND ENTRY) 

SCALE: 1/4" = 1'-0"

(E) 1% SLOPE

DN

(E
) 1

%
 S

LO
PE

(E) LANDING
TO REMAIN

(NO WORK)

(E) PLANTER

(E
) 4

'-0
"

℄

LOBBY ENTRY

(E) TREE
WELL

(E) TREE
WELL (E) TREE

WELL

NOTE:
REFER TO ACCESSIBLE STREET CROSSING
STANDARDS FOR CURB RAMPS

NOTE: CURB MARKINGS AND ACCESSIBLE PASSENGER LOADING ZONE
POLES & SIGNS PROVIDED BY SFMTA.  CONTRACTOR TO COORDINATE
WITH SFMTA COLOR CURB PROGRAM AND SIGN SHOP

(N) CURB

4

SECTION DETAIL AT RAMP

SCALE: 1" = 1'-0"

3

SECTION DETAIL AT ENTRY

SCALE: 1/2" = 1'-0"

6"
 M

IN
.

6"

6"
 M

IN
.

VA
RI

ES

1" CHAMFER  OR
ROUND EDGE, TYP.
ALL AROUND

(E) CONC.
CURB

4'-0"

5" CRUSHED ROCKS
OVER (N) DIRT FILLED
W/ 95% COMPACTION

(E) LANDING
@ ENTRY

(E) BASEMENT
BELOW

#4 @ 12" O.C.

4- #4, TYP.

1'-
8 3

/8"

EQ
.E

Q.

ALIGN

1

1

(E) COLUMN, PATCH &
REPAIR AS NEEDED,
(N) PAINT TO MATCH (E)

(N) 4" THICK
CONCRETE
SIDEWALK

11.5"

(N) 6" THK. SLAB W/ #4
@ 12" O.C. EA. WAY

#4 @ 12"
O.C., TYP.

#4 CONT.

8"

EXPANSION JT. MATERIAL,
BETWEEN (N) & (E)
CONCRETE, TYP.

8"

6"

1'-0"

45
°

5

SECTION DETAIL AT GUARDRAIL

SCALE: 1-1/2" = 1'-0"

8" X 4" X 6"
X 1/4" SST
PLATE4"

8"

EQ EQ
SST POSTS,
TYP.

DETAIL  A

CONTRACTOR TO
PROVIDE SHOP
DRAWINGS FOR
APPROVAL.
FIELD VERIFY ALL
DIMENSIONS PRIOR
TO FABRICATION.

1.

2.

NOTES:

(N) SST TUBE HANDRAIL &
POSTS, SEE DETAIL 6

EQ
.

11.5"11.5"1'-1"

(N) 1-1/2" O.D. SST
PIPE HANDRAIL,
GROUND SMOOTH
FINISH, 8" MIN. EMBED.
FILL W/ NON-SHRINK
GROUT SLOPE AWAY
FROM PIPE, TYP.

11"
(TW)1'-2"

3'-
0"

3'-
0"

1'-
3"

SMOOTH
ALL WELD
JOINTS

6

HANDRAIL AT ENTRY

SCALE: 1-1/2" = 1'-0"

1'-2"

(N) GUARDRAIL
& HANDRAIL

(E) COLUMN
1 1/2"

1 1
/2"

7

PLAN AT COLUMN F

SCALE: 1" = 1'-0"

8

ELEVATION AT COLUMN F

SCALE: 1" = 1'-0"

9

PLAN AT COLUMN E

SCALE: 1" = 1'-0"

10

ELEVATION AT COLUMN E

SCALE: 1" = 1'-0"

36
" T

YP
. A

LO
NG

LE
NG

TH
 O

F 
(N

) R
AM

P

1/2" Ø SST TUBE
WELD @ EVERY
POSTS

6" (V.I.F.)

2 X 2 SQ. SST
TUBE, TYP.

4"SST ANGLE,
SEE DETAIL
- A

1/4"

(N) CURB &
RAMP, SEE
DETAIL-4

1 1
/2"

3'-
0"

 T
YP

.

WIRE MESH INFILL
PANEL W/ FRAME,
SEE 4/A2.6

4 1
/2"

2 X 2 SQ. SST
TUBE & POSTS,
TYP.

SST
ANGLE, SEE
DETAIL - A

(E) CONC.
CURB

1 1
/2"

3'-
0"

(N) SST TUBE
HANDRAIL &
POST

(N) GUARDRAIL,
TYP.

NON SHRINK
GROUT, TYP.

11

HANDRAIL POST

SCALE: 1" = 1'-0"

(N) CONC.
CURB, RAMP
& SIDEWALK

1 1/2"

1 1
/2"

1 1/2"
MIN.

CLEAR

1%

1%

1%

3 R
IS

ER
S

@
 6.

8"
= 

1'-
8 3

/8"

RAMP LANDING
BEYOND

1"

12

TREAD NOSING

SCALE: 6" = 1'-0"

1-1/2" MAX.

NOTES:
1.  PITCH ALL TREADS TO
     DRAIN 1% TOWARDS
     NOSINGS

2.  THE UNDERSIDES OF
     NOSINGS SHALL NOT BE
     ABRUPT. THE RADIUS OF
     CURVATURE AT THE
     LEADING EDGE OF THE
     TREAD SHALL BE NO
     GREATER THAN 1/2". RISERS
     SHALL BE SLOPED OR THE
     UNDERSIDE OF THE NOSING
     SHALL HAVE AN ANGLE NO
     LESS THAN 30 DEG. FROM
     THE HORIZONTAL. NOSINGS
     SHALL PROJECT NO MORE
     THAN 1-1/4". WATER SHALL
     NOT ACCUMULATE ON THE
     TREAD SURFACE. TREAD
     SURFACE TO BE SLIP
     RESISTANT.

12-21-17 MOD BACKCHECK 1

1'-
3"

RETURN
HANDRAIL TO
POST
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BOX

SL BOX

SL

BIKE RACK

PACIFIC
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PG
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ENLARGED PLAN
RAMP EXTENSION

& STAIRS

A2.6

1

ENLARGED PLAN - FIRST FLOOR (NEW RAMP AND ENTRY) 

SCALE: 1/4" = 1'-0"
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EXTERIOR ELEVATION - EAST 

SCALE: 1/4" = 1'-0"
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EXTERIOR ELEVATION - AT RAMP

SCALE: 1/4" = 1'-0"
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GUARD RAIL ELEVATION - AT RAMP

SCALE: 1" = 1'-0"
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HAND RAIL AT RAMP

SCALE: 1-1/2" = 1'-0"
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MOD BACKCHECK 112-27-17
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ELASTOMERIC JOINT SEALANT,
COLOR TO MATCH ADJACENT
CONCRETE PAVING

EXPANSION JOINT MATERIAL,
SEE SPECS

BACKER ROD AND
SEALANT

R = 1/4", TYP.

6

EXPANSION JOINT

SCALE: 6" = 1'-0"

(E) CONC. PAVING (N) CONC. PAVING

NOTES:

1. PLACE EXPANSION JOINTS
WHERE PAVING ABUTS ALL
VERTICAL SURFACES.

2. HAND TOOL ALL JOINTS.
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